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Abstract 

Purpose - The purpose of this paper is to assess the vulnerability and fragility of an existing 

strategic reinforced concrete (RC) civil protection building in Algeria, and to determine its suitability to 

the Algerian seismic regulations and its functionality during an earthquake event. The (IIZIS / CGS) 

methodology was implemented and used to analyze the building's capacity and nonlinear behavior by 

selecting three ground motions and defining four damage states. Earthquake records were expressed in 

terms of spectral values, and fragility curves were developed using the Risk-UE LM2 method. 

Additionally, a new step was added to the IIZIS / CGS methodology to estimate the repair cost of the 

building using a damage factor. The results of the assessment show the Department of Civil Protection 

building does not meet the requirements for resistance and deformability recommended by the 

CGS/IIZIS methodology for the group of users it serves. The addition of the damage factor allows for 

the calculation of repair costs, which can be used to determine whether the building should be 

strengthened or demolished. 

The originality of this paper lies in the use of the IIZIS / CGS methodology to assess the 

vulnerability and fragility of an existing RC civil protection building, as well as the addition of a new 

step to the methodology that estimates repair costs using a damage factor. This information can be used 

to make informed decisions about the functionality of the building after an earthquake. 

Keywords : Strategic building, Vulnerability, Capacity curve, fragility Curves, Nonlinear dynamic 

analysis, Damage factor 

1. 1-Introduction 

Over the past few decades, the losses caused by 

the natural catastrophes have increased 

dramatically around the world [1]. Earthquakes 

represent the most dangerous phenomenon 

among these catastrophes that are randomly 

happened unexpectedly with different 

intensities [2][3].  

In Algeria, since the catastrophic earthquake 

[4][5] (Boumerdes 2003), where 2,300 people 

were killed, 11,000 injured, and 200,000 

homeless. The seismic vulnerability assessment 

of existing buildings (specially the strategic 

buildings) became a serious step. The Algerian 

government started to invest in retrofitting and 

strengthening the strategic buildings, in order to 

prevent any economic damages or human losses 

[6]. Figure 1 represents the economic damages 

caused by earthquakes, aftershocks, and 

tsunamis as a share of GPD in the world in 2003 

[7]. 

The seismic vulnerability of structures can be 

defined as its susceptibility to damages resulting 

from an earthquake event [8][9] [10]. It can be 

affected by many parameters, such as: (limited 

data collections, seismic hazard, soil type, the 

structural system, and plane and elevation 

regularity) [11]. 

Nowadays, depending on the scale study i.e.: 

individual building or territorial scale, there is  
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An enormous amount of deterministic and 

probabilistic methodologies to assess the 

buildings’ seismic vulnerability depending on 

the amount of the collected data, and the study 

area. Many procedures have been developed 

around the world, based on quantitative or 

qualitative estimation, [12], [13], [14],  [15], 

[16],  [17], [18], [19],  [20] [21],  [22], [23], [24]) 

In general, there are two main categories of the 

used methods: empirical and analytical 

categories. The empirical methods are usually 

considered as rapid methodologies that can give 

a realistic vulnerability assessment, but it may 

lead to inaccurate results in case of lack of data. 

Analytical methods are known as the most 

accurate methodologies that can consider all 

types of uncertainties, but they are time 

consuming and very sensitive to the input 

parameters. In addition, the empirical and 

analytical method can be combined in what we 

call hybrid methods (Biglari, Seismic 

vulnerability assessment and fragility analysis of 

Iranian historical mosques in Kermanshah city, 

2022). Choosing a vulnerability assessment 

methodology involves considering the building 

typologies, the quality of the available 

information, and the computational effort that 

would be required. 

In this paper, a civil protection building will be 

assessed using the (IIZIS/CGS) methodology, in 

order to check its functionality and its seismic 

capacity. The building is considered as a 

strategic building, and its functionality during 

and after an earthquake should be guaranteed 

with no extensive damages. Nonlinear static and 

dynamic analysis will be used to check its 

capacity compared to the demand and its 

dynamic response (displacement). Next, fragility 

curves will be constructed to estimate the 

probability of exceedance of each damage state 

using RISK-UE LM2.Finally, a damage factor 

will be proposed to be added in this method in 

order to have a repair cost estimation and to 

make the report more comprehensive for the 

administrative authorities. 

2-Methodology for evaluating a building's 

seismic vulnerability 

The IIZIS/CGS methodology is used to assess 

the seismic vulnerability of existing buildings. it 

was developed in partnership between the 

National Centre of Applied Research in 

Earthquake Engineering “C.G.S” (Algiers, 

Algeria), and IIZIS University (Republic of 

Macedonia) ( [25]) ( [26]). This methodology is 

based on the four main components of the 

seismic hazard assessment: seismic hazard 

definition, safety criterion, the earthquake 

scenario, structural building safety and damage 

analysis. 

 Figure 1 : Total economic damages (% GPD) in the world-2003[7]. 
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Fig. 2 illustrates the flowchart of the used 

methodology. 

2.1. seismic hazard definition and safety 

criterion 

A definition of attenuation laws and the seismic 

hazard were used to determine the maximum 

ground acceleration, for return periods of 100 

and 500 years, [27] [28] [29] [30]). Fig. 3 shows 

the seismic hazard map according to the 

Algerian seismic code, and the location of the 

city (Constantine) is illustrated in fig. 4. 

For the safety criterion, two (02) levels are 

generally determined for the seismic action: 

The first level, the building is expected to be 

subjected to moderate earthquakes several times 

within its lifetime, with a return period of 100 

years. As a result, the PGA is fixed at 

Amax=0.15g. Structures should behave 

elastically, allowing immediate use without any 

damage to the building. 

The second level corresponds to major 

earthquakes that are expected to happen once 

during the building’s life, with a return period of 

500 years. The PGA is fixed as Amax=0. 25g. It 

is necessary to carry out dynamic and static 

analyses of the building and compare them to its 

capacity for moderate and major ground 

motions. 

For the purpose of this study, a set of ground 

motion records was carefully chosen and 

employed : 

o Imperial- Valley(USA) “North” 1940. [31] 

o Trinidad (Trinidad and Tobago) “North” 

1982. [31] 

o Constantine (Algeria) N-S 1985. [31] 

The characteristics of the selected ground 

motions are mentioned (name of earthquake, 

country, Station, duration (seconds) and 

maximum acceleration in Tab.1. Fig.5a and 

Fig.5b represent the selected earthquake ground 

motions spectra and the correspond 

accelerogram of the used earthquakes 

respectively.  

 

Table 1 : Characteristics of selected motions. 

 

 

Tab.2 defines the maximum story drift 

displacement for the first and the second level.  

Table 2 the maximum story drift displacement 

 

 

Earthquake Country Station Duration 
Amax 

(m/sec²) 

Imperial- 

Valley USA El-Centro 40 3.42 

Constantine Algeria 
CEM-

Abdelemoumn 
20 2.86 

Trinidad Trinidad 090 CDMG 21 1.89 

First level Second level 

Story drift displacement Story drift displacement 

Δm= [H/400 & H/300]  ΔM= [H/150 & H/125] 

Figure 2 : The flowchart of the IIZIS/CGS methodology. 
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2.2- Structural analysis 

The Algerian seismic code (RPA 1999/version 

2003)(CGS, 2003) is used to check the structural 

elements of the building. If available M, Q, and 

N demands will be calculated based on 

horizontal seismic forces and compared to 

The initial design data. In the case of satisfied 

safety criteria, a final decision will be made 

based on the qualitative evaluation. 

2.3- Vulnerability assessment 

Dynamic response analysis represents a 

numerical computation to determine the linear 

and nonlinear behaviour of the structures. The 

definition of masses, stiffness and damping are 

required to calculate the structure’s response 

(displacements, forces, and accelerations). A 

finite element method is recommended to 

determine the shear forces and the displacements 

of each story. 

2.4. Seismic fragility analysis 

The seismic fragility assessment is the final step 

of this methodology. Fragility curves will be 

constructed to evaluate the state of the building 

after an earthquake. The damage probability 

values, and damage factor will be calculated, and 

final decisions should be submitted to the 

authorities. The final decision will be made 

whether the building can be used in its actual 

state, or it must be strengthened or even 

downgraded from a strategic building to a 

current building. 
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Imperial Valley; 
9,27; 0,0459Imperial Valley; 9,3; 

-0,0486
Imperial Valley; 

9,33; -0,2108

Imperial Valley; 
9,36; -0,2073

Imperial Valley; 
9,39; -0,1006

Imperial Valley; 
9,42; -0,0717

Imperial Valley; 
9,45; -0,0803

Imperial Valley; 
9,48; -0,126

Imperial Valley; 
9,51; -0,0827

Imperial Valley; 
9,54; 0,0106

Imperial Valley; 
9,57; 0,0007Imperial Valley; 9,6; 

-0,0582

Imperial Valley; 
9,63; -0,0124

Imperial Valley; 
9,66; 0,0942

Imperial Valley; 
9,69; 0,1365

Imperial Valley; 
9,72; -0,0883Imperial Valley; 
9,75; -0,1705

Imperial Valley; 
9,78; 0,0287

Imperial Valley; 
9,81; 0,0401Imperial Valley; 
9,84; -0,0214

Imperial Valley; 
9,87; -0,0594

Imperial Valley; 9,9; 
0,1676

Imperial Valley; 
9,93; 0,279

Imperial Valley; 
9,96; 0,27

Imperial Valley; 
9,99; 0,0338

Imperial Valley; 
10,02; -0,2811
Imperial Valley; 
10,05; -0,3092

Imperial Valley; 
10,08; -0,0672

Imperial Valley; 
10,11; 0,0104

Imperial Valley; 
10,14; -0,12

Imperial Valley; 
10,17; -0,0808

Imperial Valley; 
10,2; 0,047

Imperial Valley; 
10,23; 0,151

Imperial Valley; 
10,26; 0,119Imperial Valley; 
10,29; 0,0655

Imperial Valley; 
10,32; 0,1334

Imperial Valley; 
10,35; 0,2202

Imperial Valley; 
10,38; 0,2298Imperial Valley; 
10,41; 0,1529

Imperial Valley; 
10,44; 0,1134

Imperial Valley; 
10,47; 0,1341

Imperial Valley; 
10,5; 0,1207Imperial Valley; 
10,53; 0,0348

Imperial Valley; 
10,56; -0,1407
Imperial Valley; 
10,59; -0,2717

Imperial Valley; 
10,62; -0,0493

Imperial Valley; 
10,65; 0,1334

Imperial Valley; 
10,68; -0,0607

Imperial Valley; 
10,71; -0,2342

Imperial Valley; 
10,74; -0,1867

Imperial Valley; 
10,77; 0,1894

Imperial Valley; 
10,8; 0,1909

Imperial Valley; 
10,83; 0,0121Imperial Valley; 
10,86; -0,081

Imperial Valley; 
10,89; 0,1561

Imperial Valley; 
10,92; 0,1373

Imperial Valley; 
10,95; -0,1151
Imperial Valley; 
10,98; -0,2742

Imperial Valley; 
11,01; -0,2199

Imperial Valley; 
11,04; -0,123

Imperial Valley; 
11,07; -0,1396Imperial Valley; 
11,1; -0,1947

Imperial Valley; 
11,13; -0,1686

Imperial Valley; 
11,16; -0,0474

Imperial Valley; 
11,19; 0,0131

Imperial Valley; 
11,22; 0,1235

Imperial Valley; 
11,25; 0,2229Imperial Valley; 
11,28; 0,1204

Imperial Valley; 
11,31; -0,0826

Imperial Valley; 
11,34; 0,0229

Imperial Valley; 
11,37; 0,1911Imperial Valley; 
11,4; 0,0714Imperial Valley; 

11,43; -0,0087

Imperial Valley; 
11,46; 0,1409

Imperial Valley; 
11,49; 0,1529

Imperial Valley; 
11,52; 0,0164Imperial Valley; 
11,55; -0,058

Imperial Valley; 
11,58; -0,0878

Imperial Valley; 
11,61; -0,0422

Imperial Valley; 
11,64; 0,0334Imperial Valley; 
11,67; -0,0578Imperial Valley; 
11,7; -0,1146

Imperial Valley; 
11,73; -0,087

Imperial Valley; 
11,76; -0,0464

Imperial Valley; 
11,79; 0,0353

Imperial Valley; 
11,82; 0,0553

Imperial Valley; 
11,85; 0,0198

Imperial Valley; 
11,88; 0,0017

Imperial Valley; 
11,91; 0,023

Imperial Valley; 
11,94; 0,0358

Imperial Valley; 
11,97; -0,0086Imperial Valley; 12; -

0,0709
Imperial Valley; 
12,03; -0,0831

Imperial Valley; 
12,06; -0,0162

Imperial Valley; 
12,09; 0,0403

Imperial Valley; 
12,12; 0,0508

Imperial Valley; 
12,15; 0,0489

Imperial Valley; 
12,18; 0,0354

Imperial Valley; 
12,21; 0,013

Imperial Valley; 
12,24; 0,0155

Imperial Valley; 
12,27; 0,0323

Imperial Valley; 
12,3; -0,0116

Imperial Valley; 
12,33; -0,0356

Imperial Valley; 
12,36; 0,0195

Imperial Valley; 
12,39; 0,0247

Imperial Valley; 
12,42; -0,0216

Imperial Valley; 
12,45; 0,0525

Imperial Valley; 
12,48; 0,074

Imperial Valley; 
12,51; -0,0467Imperial Valley; 
12,54; -0,1356

Imperial Valley; 
12,57; -0,1333

Imperial Valley; 
12,6; -0,0778

Imperial Valley; 
12,63; -0,0204

Imperial Valley; 
12,66; 0,0903

Imperial Valley; 
12,69; 0,1104Imperial Valley; 
12,72; 0,0447

Imperial Valley; 
12,75; 0,0526

Imperial Valley; 
12,78; 0,0584

Imperial Valley; 
12,81; 0,0586

Imperial Valley; 
12,84; 0,0384

Imperial Valley; 
12,87; 0,0893

Imperial Valley; 
12,9; 0,1084

Imperial Valley; 
12,93; 0,0945Imperial Valley; 
12,96; 0,0139

Imperial Valley; 
12,99; -0,0113

Imperial Valley; 
13,02; 0,0332

Imperial Valley; 
13,05; 0,0141

Imperial Valley; 
13,08; -0,0175
Imperial Valley; 

13,11; -0,04
Imperial Valley; 
13,14; -0,0401
Imperial Valley; 
13,17; -0,0426
Imperial Valley; 

13,2; -0,0829
Imperial Valley; 
13,23; -0,1049

Imperial Valley; 
13,26; -0,0817

Imperial Valley; 
13,29; -0,0193

Imperial Valley; 
13,32; 0,0039

Imperial Valley; 
13,35; -0,0069

Imperial Valley; 
13,38; -0,0032

Imperial Valley; 
13,41; 0,0049

Imperial Valley; 
13,44; 0,0308

Imperial Valley; 
13,47; 0,0636

Imperial Valley; 
13,5; 0,0402

Imperial Valley; 
13,53; -0,0062

Imperial Valley; 
13,56; 0,0005

Imperial Valley; 
13,59; 0,0115Imperial Valley; 
13,62; -0,0535
Imperial Valley; 
13,65; -0,0802

Imperial Valley; 
13,68; -0,0666
Imperial Valley; 

13,71; -0,071

Imperial Valley; 
13,74; -0,0633

Imperial Valley; 
13,77; -0,05

Imperial Valley; 
13,8; -0,0473

Imperial Valley; 
13,83; 0,0056

Imperial Valley; 
13,86; 0,044

Imperial Valley; 
13,89; 0,0394

Imperial Valley; 
13,92; 0,0045

Imperial Valley; 
13,95; -0,0027

Imperial Valley; 
13,98; 0,0396

Imperial Valley; 
14,01; 0,046

Imperial Valley; 
14,04; 0,0002

Imperial Valley; 
14,07; -0,0094

Imperial Valley; 
14,1; 0,0125

Imperial Valley; 
14,13; 0,0173Imperial Valley; 
14,16; -0,0382
Imperial Valley; 

14,19; -0,073

Imperial Valley; 
14,22; -0,0251

Imperial Valley; 
14,25; 0,0019

Imperial Valley; 
14,28; -0,0177
Imperial Valley; 
14,31; -0,0189
Imperial Valley; 
14,34; -0,0287

Imperial Valley; 
14,37; -0,0192

Imperial Valley; 
14,4; 0,0053

Imperial Valley; 
14,43; 0,0046

Imperial Valley; 
14,46; 0,0053

Imperial Valley; 
14,49; -0,0006
Imperial Valley; 
14,52; -0,0158

Imperial Valley; 
14,55; 0,0142

Imperial Valley; 
14,58; 0,0074

Imperial Valley; 
14,61; -0,0254
Imperial Valley; 
14,64; -0,0253

Imperial Valley; 
14,67; -0,0168
Imperial Valley; 

14,7; -0,0174

Imperial Valley; 
14,73; 0,0064

Imperial Valley; 
14,76; 0,0179

Imperial Valley; 
14,79; 0,0138

Imperial Valley; 
14,82; -0,0322
Imperial Valley; 
14,85; -0,0507

Imperial Valley; 
14,88; 0,0019

Imperial Valley; 
14,91; 0,0771

Imperial Valley; 
14,94; 0,0447

Imperial Valley; 
14,97; 0,0246

Imperial Valley; 15; 
0,0142

Imperial Valley; 
15,03; -0,0159

Imperial Valley; 
15,06; 0,0124

Imperial Valley; 
15,09; 0,0629

Imperial Valley; 
15,12; 0,0673Imperial Valley; 
15,15; 0,0149

Imperial Valley; 
15,18; -0,0149
Imperial Valley; 
15,21; -0,0292
Imperial Valley; 

15,24; -0,064

Imperial Valley; 
15,27; -0,0459

Imperial Valley; 
15,3; -0,0058

Imperial Valley; 
15,33; 0,0027Imperial Valley; 
15,36; -0,0504
Imperial Valley; 
15,39; -0,0763

Imperial Valley; 
15,42; -0,0556

Imperial Valley; 
15,45; -0,0283

Imperial Valley; 
15,48; -0,0099

Imperial Valley; 
15,51; 0,0288

Imperial Valley; 
15,54; 0,0537

Imperial Valley; 
15,57; 0,0618

Imperial Valley; 
15,6; 0,0747

Imperial Valley; 
15,63; 0,0875

Imperial Valley; 
15,66; 0,0967

Imperial Valley; 
15,69; 0,0984

Imperial Valley; 
15,72; 0,0742

Imperial Valley; 
15,75; 0,0345

Imperial Valley; 
15,78; 0,0069

Imperial Valley; 
15,81; -0,0133

Imperial Valley; 
15,84; 0,0077

Imperial Valley; 
15,87; 0,0265

Imperial Valley; 
15,9; 0,0273

Imperial Valley; 
15,93; 0,0305

Imperial Valley; 
15,96; 0,0441

Imperial Valley; 
15,99; 0,0794

Imperial Valley; 
16,02; 0,0765Imperial Valley; 
16,05; 0,0109

Imperial Valley; 
16,08; -0,0081

Imperial Valley; 
16,11; 0,0081

Imperial Valley; 
16,14; 0,0201

Imperial Valley; 
16,17; 0,0082

Imperial Valley; 
16,2; -0,0144

Imperial Valley; 
16,23; -0,0179
Imperial Valley; 
16,26; -0,0183

Imperial Valley; 
16,29; -0,0052

Imperial Valley; 
16,32; 0,0173

Imperial Valley; 
16,35; 0,0005

Imperial Valley; 
16,38; -0,034

Imperial Valley; 
16,41; -0,0575
Imperial Valley; 
16,44; -0,0581

Imperial Valley; 
16,47; -0,016

Imperial Valley; 
16,5; 0,0154

Imperial Valley; 
16,53; 0,0171

Imperial Valley; 
16,56; -0,0157
Imperial Valley; 
16,59; -0,0295

Imperial Valley; 
16,62; -0,0055

Imperial Valley; 
16,65; 0,033

Imperial Valley; 
16,68; 0,0436

Imperial Valley; 
16,71; 0,0152

Imperial Valley; 
16,74; 0,0045

Imperial Valley; 
16,77; -0,0218
Imperial Valley; 

16,8; -0,0222

Imperial Valley; 
16,83; 0,0053

Imperial Valley; 
16,86; 0,0141

Imperial Valley; 
16,89; -0,0095
Imperial Valley; 
16,92; -0,0213

Imperial Valley; 
16,95; -0,0189

Imperial Valley; 
16,98; -0,0169

Imperial Valley; 
17,01; -0,012

Imperial Valley; 
17,04; -0,0187

Imperial Valley; 
17,07; -0,0029

Imperial Valley; 
17,1; 0,0041

Imperial Valley; 
17,13; 0,0056

Imperial Valley; 
17,16; -0,0137
Imperial Valley; 

17,19; -0,023

Imperial Valley; 
17,22; -0,0121

Imperial Valley; 
17,25; -0,002

Imperial Valley; 
17,28; -0,0147

Imperial Valley; 
17,31; -0,0111

Imperial Valley; 
17,34; 0,0048

Imperial Valley; 
17,37; 0,0222

Imperial Valley; 
17,4; 0,022

Imperial Valley; 
17,43; 0,0083

Imperial Valley; 
17,46; -0,0055
Imperial Valley; 

17,49; -0,035
Imperial Valley; 
17,52; -0,0391

Imperial Valley; 
17,55; -0,0092

Imperial Valley; 
17,58; 0,0126

Imperial Valley; 
17,61; 0,008

Imperial Valley; 
17,64; 0,0024

Imperial Valley; 
17,67; -0,009

Imperial Valley; 
17,7; -0,013

Imperial Valley; 
17,73; 0,0034

Imperial Valley; 
17,76; 0,0154

Imperial Valley; 
17,79; 0,0107

Imperial Valley; 
17,82; -0,005

Imperial Valley; 
17,85; 0,0101

Imperial Valley; 
17,88; 0,0206

Imperial Valley; 
17,91; 0,0199

Imperial Valley; 
17,94; 0,0218

Imperial Valley; 
17,97; 0,0243

Imperial Valley; 18; 
0,0207

Imperial Valley; 
18,03; 0,0111

Imperial Valley; 
18,06; -0,0148
Imperial Valley; 
18,09; -0,0138
Imperial Valley; 
18,12; -0,0167

Imperial Valley; 
18,15; -0,0126

Imperial Valley; 
18,18; 0,0181

Imperial Valley; 
18,21; 0,0281

Imperial Valley; 
18,24; 0,0403

Imperial Valley; 
18,27; 0,0494

Imperial Valley; 
18,3; 0,0291

Imperial Valley; 
18,33; -0,0185
Imperial Valley; 
18,36; -0,0369

Imperial Valley; 
18,39; -0,0282

Imperial Valley; 
18,42; -0,0041
Imperial Valley; 
18,45; -0,0188
Imperial Valley; 
18,48; -0,0279

Imperial Valley; 
18,51; -0,0134

Imperial Valley; 
18,54; 0,0031

Imperial Valley; 
18,57; 0,0154

Imperial Valley; 
18,6; 0,0253

Imperial Valley; 
18,63; 0,0228

Imperial Valley; 
18,66; -0,0022
Imperial Valley; 
18,69; -0,0113

Imperial Valley; 
18,72; -0,0029

Imperial Valley; 
18,75; 0,0085

Imperial Valley; 
18,78; 0,0086

Imperial Valley; 
18,81; 0,0113

Imperial Valley; 
18,84; 0,0156

Imperial Valley; 
18,87; 0,0056

Imperial Valley; 
18,9; -0,0078

Imperial Valley; 
18,93; 0,0068

Imperial Valley; 
18,96; 0,0137

Imperial Valley; 
18,99; -0,0233
Imperial Valley; 
19,02; -0,0494

Imperial Valley; 
19,05; -0,0379

Imperial Valley; 
19,08; -0,0354
Imperial Valley; 
19,11; -0,0471

Imperial Valley; 
19,14; -0,0396

Imperial Valley; 
19,17; -0,0176

Imperial Valley; 
19,2; -0,0151

Imperial Valley; 
19,23; -0,0233

Imperial Valley; 
19,26; -0,0115

Imperial Valley; 
19,29; 0,0037

Imperial Valley; 
19,32; 0,0156

Imperial Valley; 
19,35; -0,0016
Imperial Valley; 
19,38; -0,0095

Imperial Valley; 
19,41; -0,0057

Imperial Valley; 
19,44; 0,0034

Imperial Valley; 
19,47; 0,0064

Imperial Valley; 
19,5; 0,013

Imperial Valley; 
19,53; 0,011

Imperial Valley; 
19,56; 0,0127

Imperial Valley; 
19,59; 0,0118

Imperial Valley; 
19,62; 0,0038

Imperial Valley; 
19,65; -0,003

Imperial Valley; 
19,68; -0,0088
Imperial Valley; 
19,71; -0,0195
Imperial Valley; 
19,74; -0,0305

Imperial Valley; 
19,77; -0,0232

Imperial Valley; 
19,8; -0,0118

Imperial Valley; 
19,83; -0,009

Imperial Valley; 
19,86; -0,0036

Imperial Valley; 
19,89; 0,0058

Imperial Valley; 
19,92; 0,0107

Imperial Valley; 
19,95; 0,0008

Imperial Valley; 
19,98; -0,0083
Imperial Valley; 
20,01; -0,0079
Imperial Valley; 
20,04; -0,0164
Imperial Valley; 
20,07; -0,0285
Imperial Valley; 

20,1; -0,0276

Imperial Valley; 
20,13; -0,018

Imperial Valley; 
20,16; -0,0058
Imperial Valley; 
20,19; -0,0095
Imperial Valley; 
20,22; -0,0324
Imperial Valley; 
20,25; -0,0331

Imperial Valley; 
20,28; -0,0147

Imperial Valley; 
20,31; -0,0027

Imperial Valley; 
20,34; 0,0057

Imperial Valley; 
20,37; 0,0153

Imperial Valley; 
20,4; 0,0062

Imperial Valley; 
20,43; -0,0285
Imperial Valley; 
20,46; -0,0482

Imperial Valley; 
20,49; -0,0394

Imperial Valley; 
20,52; -0,0262
Imperial Valley; 
20,55; -0,0289
Imperial Valley; 
20,58; -0,0305
Imperial Valley; 
20,61; -0,0366
Imperial Valley; 
20,64; -0,0371

Imperial Valley; 
20,67; -0,0128

Imperial Valley; 
20,7; -0,0013

Imperial Valley; 
20,73; -0,0062

Imperial Valley; 
20,76; -0,003

Imperial Valley; 
20,79; -0,0011

Imperial Valley; 
20,82; 0,001

Imperial Valley; 
20,85; -0,0002

Imperial Valley; 
20,88; 0,0087

Imperial Valley; 
20,91; 0,028

Imperial Valley; 
20,94; 0,0329

Imperial Valley; 
20,97; 0,0193

Imperial Valley; 21; 
0,0155

Imperial Valley; 
21,03; 0,0281

Imperial Valley; 
21,06; 0,0328

Imperial Valley; 
21,09; 0,0269

Imperial Valley; 
21,12; 0,0115

Imperial Valley; 
21,15; 0,0134

Imperial Valley; 
21,18; 0,0208

Imperial Valley; 
21,21; 0,0174

Imperial Valley; 
21,24; 0,0134

Imperial Valley; 
21,27; 0,0169

Imperial Valley; 
21,3; 0,0227

Imperial Valley; 
21,33; 0,0176

Imperial Valley; 
21,36; 0,007

Imperial Valley; 
21,39; 0,0092

Imperial Valley; 
21,42; 0,0073

Imperial Valley; 
21,45; -0,0001

Imperial Valley; 
21,48; 0,004

Imperial Valley; 
21,51; 0,0034

Imperial Valley; 
21,54; 0,0028

Imperial Valley; 
21,57; 0,0037

Imperial Valley; 
21,6; 0,0069

Imperial Valley; 
21,63; -0,0011
Imperial Valley; 
21,66; -0,0105
Imperial Valley; 
21,69; -0,0154
Imperial Valley; 
21,72; -0,0144
Imperial Valley; 
21,75; -0,0166
Imperial Valley; 
21,78; -0,0245

Imperial Valley; 
21,81; -0,0175

Imperial Valley; 
21,84; 0,0018

Imperial Valley; 
21,87; 0,0037

Imperial Valley; 
21,9; -0,0011

Imperial Valley; 
21,93; -0,0043

Imperial Valley; 
21,96; 0,0018

Imperial Valley; 
21,99; 0,0122

Imperial Valley; 
22,02; 0,0124

Imperial Valley; 
22,05; -0,0017
Imperial Valley; 
22,08; -0,0208
Imperial Valley; 
22,11; -0,0274

Imperial Valley; 
22,14; -0,0217

Imperial Valley; 
22,17; -0,0018

Imperial Valley; 
22,2; 0,0084

Imperial Valley; 
22,23; 0,0079

Imperial Valley; 
22,26; -0,0003
Imperial Valley; 
22,29; -0,0042

Imperial Valley; 
22,32; -0,0022
Imperial Valley; 
22,35; -0,0012
Imperial Valley; 
22,38; -0,0027
Imperial Valley; 
22,41; -0,0127

Imperial Valley; 
22,44; -0,0092

Imperial Valley; 
22,47; -0,0022

Imperial Valley; 
22,5; 0,0014

Imperial Valley; 
22,53; -0,0094
Imperial Valley; 
22,56; -0,0187

Imperial Valley; 
22,59; -0,0125

Imperial Valley; 
22,62; 0,0067

Imperial Valley; 
22,65; 0,0153

Imperial Valley; 
22,68; 0,0137

Imperial Valley; 
22,71; 0,0132

Imperial Valley; 
22,74; 0,0238

Imperial Valley; 
22,77; 0,0381

Imperial Valley; 
22,8; 0,038

Imperial Valley; 
22,83; 0,0324

Imperial Valley; 
22,86; 0,0308

Imperial Valley; 
22,89; 0,0268

Imperial Valley; 
22,92; 0,0243

Imperial Valley; 
22,95; 0,0186

Imperial Valley; 
22,98; 0,0146

Imperial Valley; 
23,01; 0,0078

Imperial Valley; 
23,04; 0,0092

Imperial Valley; 
23,07; 0,0108

Imperial Valley; 
23,1; 0,0165

Imperial Valley; 
23,13; 0,015

Imperial Valley; 
23,16; 0,0098

Imperial Valley; 
23,19; 0,0064

Imperial Valley; 
23,22; 0,0066

Imperial Valley; 
23,25; 0,0048

Imperial Valley; 
23,28; -0,0067
Imperial Valley; 
23,31; -0,0114

Imperial Valley; 
23,34; -0,0088

Imperial Valley; 
23,37; -0,0007

Imperial Valley; 
23,4; 0,0019

Imperial Valley; 
23,43; -0,0023
Imperial Valley; 
23,46; -0,0043

Imperial Valley; 
23,49; 0,007

Imperial Valley; 
23,52; 0,0214

Imperial Valley; 
23,55; 0,0157

Imperial Valley; 
23,58; 0,008

Imperial Valley; 
23,61; 0,0061

Imperial Valley; 
23,64; 0,0053

Imperial Valley; 
23,67; 0,0089

Imperial Valley; 
23,7; 0,0049

Imperial Valley; 
23,73; 0,0037

Imperial Valley; 
23,76; 0,0102

Imperial Valley; 
23,79; 0,0107

Imperial Valley; 
23,82; 0,0068

Imperial Valley; 
23,85; 0,0041

Imperial Valley; 
23,88; 0,004

Imperial Valley; 
23,91; 0,0039

Imperial Valley; 
23,94; -0,0086
Imperial Valley; 
23,97; -0,0089

Imperial Valley; 24; 
0,0064

Imperial Valley; 
24,03; 0,0109

Imperial Valley; 
24,06; -0,0014
Imperial Valley; 
24,09; -0,0129
Imperial Valley; 
24,12; -0,0132
Imperial Valley; 
24,15; -0,0142
Imperial Valley; 
24,18; -0,0132
Imperial Valley; 
24,21; -0,0146
Imperial Valley; 
24,24; -0,0192

Imperial Valley; 
24,27; -0,0168

Imperial Valley; 
24,3; -0,0102

Imperial Valley; 
24,33; -0,0079

Imperial Valley; 
24,36; -0,0044

Imperial Valley; 
24,39; -0,0012
Imperial Valley; 
24,42; -0,0029

Imperial Valley; 
24,45; 0,0025

Imperial Valley; 
24,48; 0,002

Imperial Valley; 
24,51; -0,0029

Imperial Valley; 
24,54; 0,0007

Imperial Valley; 
24,57; 0,0089

Imperial Valley; 
24,6; 0,0153

Imperial Valley; 
24,63; 0,0183

Imperial Valley; 
24,66; 0,0195

Imperial Valley; 
24,69; 0,021

Imperial Valley; 
24,72; 0,0205

Imperial Valley; 
24,75; 0,0133

Imperial Valley; 
24,78; -0,0035
Imperial Valley; 
24,81; -0,0063

Imperial Valley; 
24,84; 0,0002

Imperial Valley; 
24,87; 0,0039

Imperial Valley; 
24,9; 0,0062

Imperial Valley; 
24,93; 0,011

Imperial Valley; 
24,96; 0,0093

Imperial Valley; 
24,99; 0,001

Imperial Valley; 
25,02; -0,008

Imperial Valley; 
25,05; -0,0116

Imperial Valley; 
25,08; -0,0068

Imperial Valley; 
25,11; -0,0048
Imperial Valley; 
25,14; -0,0081

Imperial Valley; 
25,17; -0,0038

Imperial Valley; 
25,2; -0,0016

Imperial Valley; 
25,23; -0,0012
Imperial Valley; 
25,26; -0,0056
Imperial Valley; 
25,29; -0,0102
Imperial Valley; 
25,32; -0,0135
Imperial Valley; 
25,35; -0,0167
Imperial Valley; 
25,38; -0,0164

Imperial Valley; 
25,41; -0,0129

Imperial Valley; 
25,44; -0,0047

Imperial Valley; 
25,47; 0,0078

Imperial Valley; 
25,5; 0,0099

Imperial Valley; 
25,53; 0,0083

Imperial Valley; 
25,56; 0,0036

Imperial Valley; 
25,59; -0,0002

Imperial Valley; 
25,62; 0,0077

Imperial Valley; 
25,65; 0,0122

Imperial Valley; 
25,68; 0,0157

Imperial Valley; 
25,71; 0,0152

Imperial Valley; 
25,74; 0,0113

Imperial Valley; 
25,77; -0,0018
Imperial Valley; 

25,8; -0,0107
Imperial Valley; 
25,83; -0,0125

Imperial Valley; 
25,86; -0,009

Imperial Valley; 
25,89; -0,0044

Imperial Valley; 
25,92; 0,0042

Imperial Valley; 
25,95; 0,0082

Imperial Valley; 
25,98; 0,0093

Imperial Valley; 
26,01; 0,0119

Imperial Valley; 
26,04; 0,0138

Imperial Valley; 
26,07; 0,0154

Imperial Valley; 
26,1; 0,0177

Imperial Valley; 
26,13; 0,0174

Imperial Valley; 
26,16; 0,0099

Imperial Valley; 
26,19; -0,0004
Imperial Valley; 
26,22; -0,0129
Imperial Valley; 
26,25; -0,0198

Imperial Valley; 
26,28; -0,0181
Imperial Valley; 
26,31; -0,0188
Imperial Valley; 
26,34; -0,0213
Imperial Valley; 
26,37; -0,0207

Imperial Valley; 
26,4; -0,0184

Imperial Valley; 
26,43; -0,0085

Imperial Valley; 
26,46; 0,0008

Imperial Valley; 
26,49; 0,0059

Imperial Valley; 
26,52; 0,004

Imperial Valley; 
26,55; -0,0056
Imperial Valley; 
26,58; -0,0098

Imperial Valley; 
26,61; -0,007

Imperial Valley; 
26,64; 0,002

Imperial Valley; 
26,67; 0,0117

Imperial Valley; 
26,7; 0,0092

Imperial Valley; 
26,73; 0,0075

Imperial Valley; 
26,76; -0,0012
Imperial Valley; 
26,79; -0,0076
Imperial Valley; 
26,82; -0,0133
Imperial Valley; 
26,85; -0,0145

Imperial Valley; 
26,88; -0,0116

Imperial Valley; 
26,91; -0,0084

Imperial Valley; 
26,94; -0,0008

Imperial Valley; 
26,97; 0,0033

Imperial Valley; 27; 
0

Imperial Valley; 
27,03; -0,0007

Imperial Valley; 
27,06; 0,0016

Imperial Valley; 
27,09; 0,0023

Imperial Valley; 
27,12; -0,0047
Imperial Valley; 
27,15; -0,0153
Imperial Valley; 
27,18; -0,0155

Imperial Valley; 
27,21; -0,0104

Imperial Valley; 
27,24; -0,0042

Imperial Valley; 
27,27; -0,0018
Imperial Valley; 

27,3; -0,0014
Imperial Valley; 
27,33; -0,0002
Imperial Valley; 
27,36; -0,0007
Imperial Valley; 

27,39; -0,005
Imperial Valley; 
27,42; -0,0082

Imperial Valley; 
27,45; -0,0067

Imperial Valley; 
27,48; 0,0023

Imperial Valley; 
27,51; 0,0074

Imperial Valley; 
27,54; 0,0088

Imperial Valley; 
27,57; 0,0087

Imperial Valley; 
27,6; 0,0069

Imperial Valley; 
27,63; 0,0028

Imperial Valley; 
27,66; -0,0015
Imperial Valley; 
27,69; -0,0018
Imperial Valley; 

27,72; -0,001

Imperial Valley; 
27,75; 0,005

Imperial Valley; 
27,78; 0,0095

Imperial Valley; 
27,81; 0,0125

Imperial Valley; 
27,84; 0,0121

Imperial Valley; 
27,87; 0,0077

Imperial Valley; 
27,9; 0,0042

Imperial Valley; 
27,93; 0,0014

Imperial Valley; 
27,96; -0,0035
Imperial Valley; 
27,99; -0,0037

Imperial Valley; 
28,02; 0,0007

Imperial Valley; 
28,05; -0,0024
Imperial Valley; 
28,08; -0,0065
Imperial Valley; 
28,11; -0,0103

Imperial Valley; 
28,14; -0,0087

Imperial Valley; 
28,17; -0,0069

Imperial Valley; 
28,2; -0,0051

Imperial Valley; 
28,23; -0,003

Imperial Valley; 
28,26; 0,0045

Imperial Valley; 
28,29; 0,0094

Imperial Valley; 
28,32; 0,0112

Imperial Valley; 
28,35; 0,0122

Imperial Valley; 
28,38; 0,0079

Imperial Valley; 
28,41; 0,0035

Imperial Valley; 
28,44; -0,0002
Imperial Valley; 
28,47; -0,0037
Imperial Valley; 

28,5; -0,0077
Imperial Valley; 
28,53; -0,0115
Imperial Valley; 
28,56; -0,0149
Imperial Valley; 
28,59; -0,0135

Imperial Valley; 
28,62; -0,0121
Imperial Valley; 
28,65; -0,0149

Imperial Valley; 
28,68; -0,0126
Imperial Valley; 
28,71; -0,0112

Imperial Valley; 
28,74; -0,0096
Imperial Valley; 
28,77; -0,0134

Imperial Valley; 
28,8; -0,0102

Imperial Valley; 
28,83; -0,0073
Imperial Valley; 
28,86; -0,0137
Imperial Valley; 
28,89; -0,0161

Imperial Valley; 
28,92; -0,0126

Imperial Valley; 
28,95; -0,0083
Imperial Valley; 
28,98; -0,0098
Imperial Valley; 
29,01; -0,0148
Imperial Valley; 
29,04; -0,0215
Imperial Valley; 

29,07; -0,03
Imperial Valley; 

29,1; -0,0335

Imperial Valley; 
29,13; -0,029

Imperial Valley; 
29,16; -0,0191

Imperial Valley; 
29,19; -0,0077

Imperial Valley; 
29,22; -0,0026

Imperial Valley; 
29,25; 0,0009

Imperial Valley; 
29,28; 0,0035

Imperial Valley; 
29,31; 0,0037

Imperial Valley; 
29,34; 0,006

Imperial Valley; 
29,37; 0,0043

Imperial Valley; 
29,4; -0,0011

Imperial Valley; 
29,43; -0,0037

Imperial Valley; 
29,46; -0,002

Imperial Valley; 
29,49; -0,0006
Imperial Valley; 
29,52; 0,0004

Imperial Valley; 
29,55; -0,0028
Imperial Valley; 
29,58; -0,0067

Imperial Valley; 
29,61; -0,005

Imperial Valley; 
29,64; -0,0005
Imperial Valley; 
29,67; 0,0003

Imperial Valley; 
29,7; -0,0043

Imperial Valley; 
29,73; -0,0071
Imperial Valley; 

29,76; -0,01
Imperial Valley; 

29,79; -0,01

Imperial Valley; 
29,82; -0,0052

Imperial Valley; 
29,85; 0,0007

Imperial Valley; 
29,88; 0,0037

Imperial Valley; 
29,91; 0,0014

Imperial Valley; 
29,94; 0,0012

Imperial Valley; 
29,97; 0,0027

Imperial Valley; 30; 
0,0062

Imperial Valley; 
30,03; 0,0083

Imperial Valley; 
30,06; 0,0041

Imperial Valley; 
30,09; 0,0021

Imperial Valley; 
30,12; 0,0018

Imperial Valley; 
30,15; -0,0029
Imperial Valley; 
30,18; -0,0048
Imperial Valley; 
30,21; -0,0051

Imperial Valley; 
30,24; -0,0031

Imperial Valley; 
30,27; -0,0016

Imperial Valley; 
30,3; 0,0029

Imperial Valley; 
30,33; 0,0053

Imperial Valley; 
30,36; 0,0096

Imperial Valley; 
30,39; 0,0149

Imperial Valley; 
30,42; 0,0157

Imperial Valley; 
30,45; 0,0162

Imperial Valley; 
30,48; 0,0198

Imperial Valley; 
30,51; 0,0254

Imperial Valley; 
30,54; 0,0275

Imperial Valley; 
30,57; 0,0227

Imperial Valley; 
30,6; 0,0165

Imperial Valley; 
30,63; 0,0126

Imperial Valley; 
30,66; 0,0056

Imperial Valley; 
30,69; -0,0013
Imperial Valley; 
30,72; -0,0035
Imperial Valley; 

30,75; -0,003

Imperial Valley; 
30,78; 0,0017

Imperial Valley; 
30,81; 0,0093

Imperial Valley; 
30,84; 0,0187

Imperial Valley; 
30,87; 0,0219

Imperial Valley; 
30,9; 0,0198

Imperial Valley; 
30,93; 0,0169

Imperial Valley; 
30,96; 0,0131

Imperial Valley; 
30,99; 0,0118

Imperial Valley; 
31,02; 0,0134

Imperial Valley; 
31,05; 0,0137

Imperial Valley; 
31,08; 0,0092

Imperial Valley; 
31,11; 0,0006

Imperial Valley; 
31,14; -0,0045

Imperial Valley; 
31,17; -0,0018

Imperial Valley; 
31,2; 0,0015

Imperial Valley; 
31,23; 0,006

Imperial Valley; 
31,26; 0,0063

Imperial Valley; 
31,29; 0,0023

Imperial Valley; 
31,32; 0,0007

Imperial Valley; 
31,35; 0,0042

Imperial Valley; 
31,38; 0,0105

Imperial Valley; 
31,41; 0,0117

Imperial Valley; 
31,44; 0,012

Imperial Valley; 
31,47; 0,0072

Imperial Valley; 
31,5; 0,0005

Imperial Valley; 
31,53; -0,0037

Imperial Valley; 
31,56; -0,0057

Imperial Valley; 
31,59; -0,008

Imperial Valley; 
31,62; -0,0087

Imperial Valley; 
31,65; -0,0101

Imperial Valley; 
31,68; -0,0067

Imperial Valley; 
31,71; -0,0022

Imperial Valley; 
31,74; 0,0077

Imperial Valley; 
31,77; 0,0164

Imperial Valley; 
31,8; 0,0209

Imperial Valley; 
31,83; 0,0232

Imperial Valley; 
31,86; 0,0242

Imperial Valley; 
31,89; 0,0246

Imperial Valley; 
31,92; 0,0217

Imperial Valley; 
31,95; 0,0176

Imperial Valley; 
31,98; 0,0139

Imperial Valley; 
32,01; 0,0115

Imperial Valley; 
32,04; 0,0085

Imperial Valley; 
32,07; 0,0047

Imperial Valley; 
32,1; 0,0023

Imperial Valley; 
32,13; 0,0029

Imperial Valley; 
32,16; 0,0046

Imperial Valley; 
32,19; 0,0056

Imperial Valley; 
32,22; 0,0067

Imperial Valley; 
32,25; 0,0067

Imperial Valley; 
32,28; 0,0026

Imperial Valley; 
32,31; 0,0005

Imperial Valley; 
32,34; 0,0015

Imperial Valley; 
32,37; 0,0041

Imperial Valley; 
32,4; 0,0041

Imperial Valley; 
32,43; -0,0042

Imperial Valley; 
32,46; -0,0085

Imperial Valley; 
32,49; -0,0013

Imperial Valley; 
32,52; 0

Imperial Valley; 
32,55; 0,0021

Imperial Valley; 
32,58; 0,0127

Imperial Valley; 
32,61; 0,0142

Imperial Valley; 
32,64; 0,0034

Imperial Valley; 
32,67; 0,0027

Imperial Valley; 
32,7; 0,0072

Imperial Valley; 
32,73; 0,0005

Imperial Valley; 
32,76; -0,0072

Imperial Valley; 
32,79; -0,0081

Imperial Valley; 
32,82; -0,0098

Imperial Valley; 
32,85; -0,0168

Imperial Valley; 
32,88; -0,0186

Imperial Valley; 
32,91; -0,0161

Imperial Valley; 
32,94; -0,0161

Imperial Valley; 
32,97; -0,0152

Imperial Valley; 33; -
0,0086

Imperial Valley; 
33,03; -0,0045

Imperial Valley; 
33,06; -0,0044

Imperial Valley; 
33,09; -0,0025

Imperial Valley; 
33,12; -0,0028

Imperial Valley; 
33,15; -0,0069

Imperial Valley; 
33,18; -0,0059

Imperial Valley; 
33,21; -0,001

Imperial Valley; 
33,24; 0,0026

Imperial Valley; 
33,27; -0,0018

Imperial Valley; 
33,3; -0,004

Imperial Valley; 
33,33; -0,0001

Imperial Valley; 
33,36; 0,0064

Imperial Valley; 
33,39; 0,0088

Imperial Valley; 
33,42; 0,0098

Imperial Valley; 
33,45; 0,004

Imperial Valley; 
33,48; -0,0049

Imperial Valley; 
33,51; -0,0054

Imperial Valley; 
33,54; -0,0044

Imperial Valley; 
33,57; -0,0031

Imperial Valley; 
33,6; -0,0059

Imperial Valley; 
33,63; -0,0072

Imperial Valley; 
33,66; -0,0066

Imperial Valley; 
33,69; -0,003

Imperial Valley; 
33,72; 0,0005

Imperial Valley; 
33,75; 0,0013

Imperial Valley; 
33,78; -0,0021

Imperial Valley; 
33,81; -0,0048

Imperial Valley; 
33,84; -0,0015

Imperial Valley; 
33,87; 0,002

Imperial Valley; 
33,9; 0,0032

Imperial Valley; 
33,93; -0,0009

Imperial Valley; 
33,96; -0,0057

Imperial Valley; 
33,99; -0,0066

Imperial Valley; 
34,02; -0,0057

Imperial Valley; 
34,05; -0,0057

Imperial Valley; 
34,08; -0,0058

Imperial Valley; 
34,11; -0,0067

Imperial Valley; 
34,14; -0,0081

Imperial Valley; 
34,17; -0,0054

Imperial Valley; 
34,2; -0,0042

Imperial Valley; 
34,23; -0,0001

Imperial Valley; 
34,26; 0,0012

Imperial Valley; 
34,29; -0,0014

Imperial Valley; 
34,32; -0,0078

Imperial Valley; 
34,35; -0,01

Imperial Valley; 
34,38; -0,0046

Imperial Valley; 
34,41; -0,0024

Imperial Valley; 
34,44; -0,0027

Imperial Valley; 
34,47; -0,004

Imperial Valley; 
34,5; -0,005

Imperial Valley; 
34,53; -0,0016

Imperial Valley; 
34,56; -0,0009

Imperial Valley; 
34,59; -0,0005

Imperial Valley; 
34,62; -0,0051

Imperial Valley; 
34,65; -0,0063

Imperial Valley; 
34,68; -0,0049

Imperial Valley; 
34,71; -0,0066

Imperial Valley; 
34,74; -0,0051

Imperial Valley; 
34,77; -0,0025

Imperial Valley; 
34,8; -0,001

Imperial Valley; 
34,83; -0,0021

Imperial Valley; 
34,86; -0,0029

Imperial Valley; 
34,89; -0,0044

Imperial Valley; 
34,92; -0,0061

Imperial Valley; 
34,95; -0,008

Imperial Valley; 
34,98; -0,0046

Imperial Valley; 
35,01; -0,0022

Imperial Valley; 
35,04; -0,0003

Imperial Valley; 
35,07; 0,0023

Imperial Valley; 
35,1; 0,0038

Imperial Valley; 
35,13; 0,003

Imperial Valley; 
35,16; 0,0014

Imperial Valley; 
35,19; 0,0028

Imperial Valley; 
35,22; 0,0033

Imperial Valley; 
35,25; 0,0022

Imperial Valley; 
35,28; -0,0003

Imperial Valley; 
35,31; 0,0011

Imperial Valley; 
35,34; 0,0019

Imperial Valley; 
35,37; -0,0031

Imperial Valley; 
35,4; -0,0037

Imperial Valley; 
35,43; -0,0035

Imperial Valley; 
35,46; -0,0016

Imperial Valley; 
35,49; -0,001

Imperial Valley; 
35,52; 0,0013

Imperial Valley; 
35,55; -0,0004

Imperial Valley; 
35,58; 0,0008

Imperial Valley; 
35,61; 0,0052

Imperial Valley; 
35,64; 0,0066

Imperial Valley; 
35,67; 0,0093

Imperial Valley; 
35,7; 0,0091

Imperial Valley; 
35,73; 0,0075

Imperial Valley; 
35,76; 0,0037

Imperial Valley; 
35,79; 0,0002

Imperial Valley; 
35,82; -0,0041

Imperial Valley; 
35,85; -0,0072

Imperial Valley; 
35,88; -0,0093

Imperial Valley; 
35,91; -0,0071

Imperial Valley; 
35,94; -0,006

Imperial Valley; 
35,97; -0,0094

Imperial Valley; 36; -
0,0083

Imperial Valley; 
36,03; -0,0024

Imperial Valley; 
36,06; -0,002

Imperial Valley; 
36,09; -0,0053

Imperial Valley; 
36,12; -0,0079

Imperial Valley; 
36,15; -0,0097

Imperial Valley; 
36,18; -0,0093

Imperial Valley; 
36,21; -0,0127

Imperial Valley; 
36,24; -0,0154

Imperial Valley; 
36,27; -0,0121

Imperial Valley; 
36,3; -0,0084

Imperial Valley; 
36,33; -0,0044

Imperial Valley; 
36,36; -0,0027

Imperial Valley; 
36,39; -0,0014

Imperial Valley; 
36,42; 0,0011

Imperial Valley; 
36,45; 0,0006

Imperial Valley; 
36,48; -0,0002

Imperial Valley; 
36,51; -0,0013

Imperial Valley; 
36,54; -0,0021

Imperial Valley; 
36,57; -0,0027

Imperial Valley; 
36,6; -0,0019

Imperial Valley; 
36,63; 0,0024

Imperial Valley; 
36,66; 0,003

Imperial Valley; 
36,69; 0,0025

Imperial Valley; 
36,72; 0,0047

Imperial Valley; 
36,75; 0,0039

Imperial Valley; 
36,78; 0,0005

Imperial Valley; 
36,81; 0,0003

Imperial Valley; 
36,84; -0,0001

Imperial Valley; 
36,87; -0,0002

Imperial Valley; 
36,9; 0,0028

Imperial Valley; 
36,93; 0,0061

Imperial Valley; 
36,96; 0,0065

Imperial Valley; 
36,99; 0,0054

Imperial Valley; 
37,02; 0,0071

Imperial Valley; 
37,05; 0,0051

Imperial Valley; 
37,08; 0,0021

Imperial Valley; 
37,11; -0,0002

Imperial Valley; 
37,14; -0,0016

Imperial Valley; 
37,17; 0,0016

Imperial Valley; 
37,2; 0,0051

Imperial Valley; 
37,23; 0,0064

Imperial Valley; 
37,26; 0,0056

Imperial Valley; 
37,29; 0,0052

Imperial Valley; 
37,32; 0,005

Imperial Valley; 
37,35; 0,0036

Imperial Valley; 
37,38; 0,0017

Imperial Valley; 
37,41; 0,0014

Imperial Valley; 
37,44; 0,0002

Imperial Valley; 
37,47; 0,0002

Imperial Valley; 
37,5; 0,0021

Imperial Valley; 
37,53; 0,003

Imperial Valley; 
37,56; 0,0026

Imperial Valley; 
37,59; 0,0028

Imperial Valley; 
37,62; 0,0037

Imperial Valley; 
37,65; 0,0042

Imperial Valley; 
37,68; 0,0061

Imperial Valley; 
37,71; 0,0068

Imperial Valley; 
37,74; 0,0061

Imperial Valley; 
37,77; 0,0051

Imperial Valley; 
37,8; 0,0051

Imperial Valley; 
37,83; 0,0046

Imperial Valley; 
37,86; 0,0024

Imperial Valley; 
37,89; 0,0006

Imperial Valley; 
37,92; -0,0007

Imperial Valley; 
37,95; -0,0007

Imperial Valley; 
37,98; 0

Imperial Valley; 
38,01; 0,0002

Imperial Valley; 
38,04; -0,0003

Imperial Valley; 
38,07; -0,0009

Imperial Valley; 
38,1; -0,0002

Imperial Valley; 
38,13; -0,0003

Imperial Valley; 
38,16; -0,0004

Imperial Valley; 
38,19; 0,0011

Imperial Valley; 
38,22; 0,0024

Imperial Valley; 
38,25; 0,0026

Imperial Valley; 
38,28; 0,0019

Imperial Valley; 
38,31; 0,001

Imperial Valley; 
38,34; 0,0003

Imperial Valley; 
38,37; -0,0001

Imperial Valley; 
38,4; -0,0006

Imperial Valley; 
38,43; -0,001

Imperial Valley; 
38,46; -0,0015

Imperial Valley; 
38,49; -0,0018

Imperial Valley; 
38,52; -0,0014

Imperial Valley; 
38,55; -0,0012

Imperial Valley; 
38,58; -0,0009

Imperial Valley; 
38,61; -0,0005

Imperial Valley; 
38,64; -0,0005

Imperial Valley; 
38,67; -0,0003

Imperial Valley; 
38,7; -0,0002

Imperial Valley; 
38,73; -0,0001

Imperial Valley; 
38,76; -0,0003

Imperial Valley; 
38,79; -0,0004

Imperial Valley; 
38,82; -0,0004

Imperial Valley; 
38,85; -0,0003

Imperial Valley; 
38,88; -0,0003

Imperial Valley; 
38,91; -0,0003

Imperial Valley; 
38,94; -0,0002

Imperial Valley; 
38,97; -0,0003

Imperial Valley; 39; -
0,0003

Imperial Valley; 
39,03; -0,0003

Imperial Valley; 
39,06; -0,0003

Imperial Valley; 
39,09; -0,0003

Imperial Valley; 
39,12; -0,0003

Imperial Valley; 
39,15; -0,0003

Imperial Valley; 
39,18; -0,0003

Imperial Valley; 
39,21; -0,0003

Imperial Valley; 
39,24; -0,0003

Imperial Valley; 
39,27; -0,0003

Imperial Valley; 
39,3; -0,0002

Imperial Valley; 
39,33; -0,0002

Imperial Valley; 
39,36; -0,0002

Imperial Valley; 
39,39; -0,0002

Imperial Valley; 
39,42; -0,0002

Imperial Valley; 
39,45; -0,0002

Imperial Valley; 
39,48; -0,0002

Trinidad; 0; 0Trinidad; 0,02; 0
Trinidad; 0,04; -

0,0001
Trinidad; 0,06; 0Trinidad; 0,08; 0Trinidad; 0,1; 0
Trinidad; 0,12; 

0,0003
Trinidad; 0,14; 

0,0004
Trinidad; 0,16; 

0,0002
Trinidad; 0,18; 

0,0001
Trinidad; 0,2; -

0,0003
Trinidad; 0,22; -

0,0005
Trinidad; 0,24; -

0,0001
Trinidad; 0,26; 0
Trinidad; 0,28; -

0,0008
Trinidad; 0,3; -

0,0007
Trinidad; 0,32; 

0,0006
Trinidad; 0,34; 

0,0017
Trinidad; 0,36; 

0,0008
Trinidad; 0,38; 

0,0003
Trinidad; 0,4; -

0,0011
Trinidad; 0,42; -

0,0023
Trinidad; 0,44; 0
Trinidad; 0,46; 

0,0007
Trinidad; 0,48; 0,001Trinidad; 0,5; 0,0032
Trinidad; 0,52; 

0,0005
Trinidad; 0,54; -

0,0029
Trinidad; 0,56; -

0,003

Trinidad; 0,58; 
0,0043

Trinidad; 0,6; 0,0055Trinidad; 0,62; -
0,0049

Trinidad; 0,64; -
0,0055

Trinidad; 0,66; -
0,0006

Trinidad; 0,68; -
0,0032

Trinidad; 0,7; -
0,0038

Trinidad; 0,72; -
0,0018

Trinidad; 0,74; -
0,0019

Trinidad; 0,76; 
0,0015

Trinidad; 0,78; 
0,0073

Trinidad; 0,8; 0,0133
Trinidad; 0,82; 

0,0097
Trinidad; 0,84; -

0,0007
Trinidad; 0,86; -

0,0073

Trinidad; 0,88; -
0,0014

Trinidad; 0,9; 0,008
Trinidad; 0,92; 

0,0005
Trinidad; 0,94; -

0,0068
Trinidad; 0,96; -

0,007
Trinidad; 0,98; -

0,0078
Trinidad; 1; -0,0085
Trinidad; 1,02; 

0,0005

Trinidad; 1,04; 
0,0053

Trinidad; 1,06; 0,003
Trinidad; 1,08; -

0,0021
Trinidad; 1,1; -

0,0049

Trinidad; 1,12; 
0,0058

Trinidad; 1,14; 
0,0077

Trinidad; 1,16; 
0,0054

Trinidad; 1,18; 
0,0006

Trinidad; 1,2; -
0,0092

Trinidad; 1,22; -
0,0116

Trinidad; 1,24; -
0,0105

Trinidad; 1,26; -
0,0072

Trinidad; 1,28; -
0,0018

Trinidad; 1,3; 0,0003
Trinidad; 1,32; 

0,0057

Trinidad; 1,34; 
0,0111

Trinidad; 1,36; 
0,0083

Trinidad; 1,38; 
0,0092

Trinidad; 1,4; 0,0078
Trinidad; 1,42; 

0,0015
Trinidad; 1,44; 0
Trinidad; 1,46; -

0,006
Trinidad; 1,48; -

0,0057
Trinidad; 1,5; -

0,0091
Trinidad; 1,52; -

0,0096

Trinidad; 1,54; -
0,0026

Trinidad; 1,56; 
0,0025

Trinidad; 1,58; 0,014Trinidad; 1,6; 0,0204Trinidad; 1,62; 
0,0052

Trinidad; 1,64; -
0,0069

Trinidad; 1,66; -
0,0056

Trinidad; 1,68; 
0,0039

Trinidad; 1,7; 0,0098Trinidad; 1,72; -
0,0031

Trinidad; 1,74; -
0,0121

Trinidad; 1,76; -
0,0109

Trinidad; 1,78; -
0,0092

Trinidad; 1,8; 0,0005
Trinidad; 1,82; 

0,0066
Trinidad; 1,84; 

0,0037
Trinidad; 1,86; 

0,0044
Trinidad; 1,88; 

0,0026
Trinidad; 1,9; -

0,0001

Trinidad; 1,92; 
0,0034

Trinidad; 1,94; 
0,0077

Trinidad; 1,96; 
0,0001

Trinidad; 1,98; -
0,0105

Trinidad; 2; -0,0184
Trinidad; 2,02; -

0,0161

Trinidad; 2,04; -
0,0032

Trinidad; 2,06; 
0,0088

Trinidad; 2,08; 
0,0159

Trinidad; 2,1; 0,0158
Trinidad; 2,12; 

0,0083
Trinidad; 2,14; 

0,0082
Trinidad; 2,16; 

0,0068
Trinidad; 2,18; -

0,002
Trinidad; 2,2; -

0,0137
Trinidad; 2,22; -

0,0216

Trinidad; 2,24; -
0,0143

Trinidad; 2,26; -
0,0047

Trinidad; 2,28; 0
Trinidad; 2,3; -

0,0004
Trinidad; 2,32; -

0,0055

Trinidad; 2,34; -
0,0005

Trinidad; 2,36; 
0,0188

Trinidad; 2,38; 0,022Trinidad; 2,4; 0,0106Trinidad; 2,42; -
0,0005

Trinidad; 2,44; -
0,0075

Trinidad; 2,46; -
0,0097

Trinidad; 2,48; -
0,0077

Trinidad; 2,5; -
0,0039

Trinidad; 2,52; -
0,0094

Trinidad; 2,54; -
0,0026

Trinidad; 2,56; 
0,0042

Trinidad; 2,58; 
0,0056

Trinidad; 2,6; 0,0067
Trinidad; 2,62; 

0,0105
Trinidad; 2,64; 

0,0107
Trinidad; 2,66; 

0,0099
Trinidad; 2,68; -

0,0027
Trinidad; 2,7; -

0,0101

Trinidad; 2,72; -
0,0057

Trinidad; 2,74; -
0,0038

Trinidad; 2,76; -
0,0022

Trinidad; 2,78; 
0,0031

Trinidad; 2,8; 0,0056
Trinidad; 2,82; -

0,0005
Trinidad; 2,84; -

0,0066
Trinidad; 2,86; -

0,0068
Trinidad; 2,88; -

0,0085
Trinidad; 2,9; -

0,0076

Trinidad; 2,92; 
0,0015

Trinidad; 2,94; 
0,0081

Trinidad; 2,96; 
0,0122

Trinidad; 2,98; 
0,0093

Trinidad; 3; 0,0046
Trinidad; 3,02; 

0,0082
Trinidad; 3,04; 

0,0013
Trinidad; 3,06; -

0,0043
Trinidad; 3,08; -

0,0091
Trinidad; 3,1; -

0,0149

Trinidad; 3,12; -
0,0108

Trinidad; 3,14; -
0,0089

Trinidad; 3,16; -
0,0079

Trinidad; 3,18; 
0,0084

Trinidad; 3,2; 0,0155Trinidad; 3,22; 
0,0067

Trinidad; 3,24; 0,005
Trinidad; 3,26; 

0,0089
Trinidad; 3,28; 

0,0051
Trinidad; 3,3; -

0,0014
Trinidad; 3,32; -

0,0063
Trinidad; 3,34; -

0,0189

Trinidad; 3,36; -
0,0162

Trinidad; 3,38; -
0,0024

Trinidad; 3,4; 0,0087
Trinidad; 3,42; 

0,0116
Trinidad; 3,44; 

0,0054

Trinidad; 3,46; 
0,0077

Trinidad; 3,48; 
0,0075Trinidad; 3,5; -0,001

Trinidad; 3,52; 
0,0009

Trinidad; 3,54; 0,007Trinidad; 3,56; -
0,0035

Trinidad; 3,58; -
0,0094

Trinidad; 3,6; 0,0029
Trinidad; 3,62; 

0,0024
Trinidad; 3,64; -

0,0104
Trinidad; 3,66; -

0,0144

Trinidad; 3,68; -
0,0098

Trinidad; 3,7; -
0,0074

Trinidad; 3,72; -
0,0071

Trinidad; 3,74; -
0,005

Trinidad; 3,76; 
0,0039

Trinidad; 3,78; 
0,0101

Trinidad; 3,8; 0,0198
Trinidad; 3,82; 

0,0228
Trinidad; 3,84; 

0,0084
Trinidad; 3,86; 

0,0008

Trinidad; 3,88; 
0,0043

Trinidad; 3,9; -
0,0069

Trinidad; 3,92; -
0,025

Trinidad; 3,94; -
0,0112

Trinidad; 3,96; -
0,0028

Trinidad; 3,98; -
0,0022

Trinidad; 4; 0,0076
Trinidad; 4,02; 

0,0171
Trinidad; 4,04; 

0,0153
Trinidad; 4,06; 

0,0055
Trinidad; 4,08; -

0,0016
Trinidad; 4,1; -

0,0104
Trinidad; 4,12; -

0,0127
Trinidad; 4,14; -

0,0158

Trinidad; 4,16; -
0,0056

Trinidad; 4,18; -
0,0028

Trinidad; 4,2; -
0,0084

Trinidad; 4,22; 
0,0054

Trinidad; 4,24; 
0,0179

Trinidad; 4,26; 
0,0218

Trinidad; 4,28; 
0,0186Trinidad; 4,3; 0,01

Trinidad; 4,32; 
0,0034

Trinidad; 4,34; -
0,0101

Trinidad; 4,36; -
0,0268

Trinidad; 4,38; -
0,0244

Trinidad; 4,4; -
0,0135

Trinidad; 4,42; -
0,007

Trinidad; 4,44; 
0,0034

Trinidad; 4,46; 
0,0113

Trinidad; 4,48; 0,013Trinidad; 4,5; 0,0078
Trinidad; 4,52; 

0,0018

Trinidad; 4,54; 
0,0066

Trinidad; 4,56; 
0,0027

Trinidad; 4,58; -
0,0115

Trinidad; 4,6; -
0,0096

Trinidad; 4,62; -
0,0016

Trinidad; 4,64; 0,001
Trinidad; 4,66; 

0,0087
Trinidad; 4,68; 

0,0048
Trinidad; 4,7; -

0,0056

Trinidad; 4,72; -
0,0011

Trinidad; 4,74; 
0,0048

Trinidad; 4,76; 0,004Trinidad; 4,78; 0,001Trinidad; 4,8; -
0,0076

Trinidad; 4,82; -
0,0035

Trinidad; 4,84; 
0,0079

Trinidad; 4,86; 
0,0054

Trinidad; 4,88; -
0,0011

Trinidad; 4,9; -
0,0005

Trinidad; 4,92; 
0,0043

Trinidad; 4,94; 
0,0006

Trinidad; 4,96; -
0,0083

Trinidad; 4,98; -
0,0091

Trinidad; 5; -0,0037
Trinidad; 5,02; 

0,0002
Trinidad; 5,04; -

0,0022
Trinidad; 5,06; -

0,0028

Trinidad; 5,08; 
0,0005

Trinidad; 5,1; 0,0028
Trinidad; 5,12; 

0,0047
Trinidad; 5,14; 0
Trinidad; 5,16; -

0,0003

Trinidad; 5,18; 
0,0031

Trinidad; 5,2; 0,0026
Trinidad; 5,22; -

0,0014
Trinidad; 5,24; -

0,0036

Trinidad; 5,26; 
0,0014

Trinidad; 5,28; 
0,0009

Trinidad; 5,3; -
0,0054

Trinidad; 5,32; -
0,0066

Trinidad; 5,34; 
0,0069

Trinidad; 5,36; 
0,0124

Trinidad; 5,38; 
0,0024

Trinidad; 5,4; -
0,0048

Trinidad; 5,42; -
0,0004

Trinidad; 5,44; 
0,0058

Trinidad; 5,46; 
0,0066

Trinidad; 5,48; 
0,0013

Trinidad; 5,5; -
0,0056

Trinidad; 5,52; -
0,0019

Trinidad; 5,54; 
0,0009

Trinidad; 5,56; -
0,0095

Trinidad; 5,58; -
0,0193

Trinidad; 5,6; -
0,0139

Trinidad; 5,62; -
0,0027

Trinidad; 5,64; 
0,0017

Trinidad; 5,66; -
0,0002

Trinidad; 5,68; 
0,0023

Trinidad; 5,7; 0,0101Trinidad; 5,72; 0,014
Trinidad; 5,74; 

0,0134
Trinidad; 5,76; 

0,0126
Trinidad; 5,78; 0,008Trinidad; 5,8; 0,0041
Trinidad; 5,82; 

0,0032
Trinidad; 5,84; -

0,0006
Trinidad; 5,86; -

0,0073
Trinidad; 5,88; -

0,0092
Trinidad; 5,9; -0,002
Trinidad; 5,92; -

0,0017
Trinidad; 5,94; -

0,0034
Trinidad; 5,96; -

0,0026

Trinidad; 5,98; 
0,0028

Trinidad; 6; 0,0071
Trinidad; 6,02; 

0,0064

Trinidad; 6,04; 
0,0088

Trinidad; 6,06; 
0,0072

Trinidad; 6,08; 
0,0044

Trinidad; 6,1; 0,0047
Trinidad; 6,12; 

0,0052
Trinidad; 6,14; 

0,0013
Trinidad; 6,16; -

0,003
Trinidad; 6,18; -

0,0095
Trinidad; 6,2; -

0,0115
Trinidad; 6,22; -

0,0114
Trinidad; 6,24; -

0,0168
Trinidad; 6,26; -

0,0183

Trinidad; 6,28; -
0,0111

Trinidad; 6,3; -
0,0071

Trinidad; 6,32; -
0,0056

Trinidad; 6,34; -
0,0001

Trinidad; 6,36; 
0,0056

Trinidad; 6,38; 
0,0067

Trinidad; 6,4; 0,0036
Trinidad; 6,42; 

0,0059

Trinidad; 6,44; 
0,0111

Trinidad; 6,46; 
0,0055

Trinidad; 6,48; -
0,0015

Trinidad; 6,5; -
0,0096

Trinidad; 6,52; -
0,0104

Trinidad; 6,54; -
0,0093

Trinidad; 6,56; -
0,0066

Trinidad; 6,58; -
0,002

Trinidad; 6,6; -
0,0031

Trinidad; 6,62; -
0,0022

Trinidad; 6,64; 
0,0008

Trinidad; 6,66; -
0,0003

Trinidad; 6,68; -
0,0051

Trinidad; 6,7; -
0,0028

Trinidad; 6,72; 
0,0004

Trinidad; 6,74; -
0,0018

Trinidad; 6,76; -
0,0013

Trinidad; 6,78; -
0,0016

Trinidad; 6,8; 0,0042
Trinidad; 6,82; 

0,0141
Trinidad; 6,84; 0,02Trinidad; 6,86; 

0,0124
Trinidad; 6,88; 

0,0015
Trinidad; 6,9; 0,0025
Trinidad; 6,92; 

0,0035

Trinidad; 6,94; 
0,0089

Trinidad; 6,96; 
0,0107

Trinidad; 6,98; 
0,0139

Trinidad; 7; 0,0192
Trinidad; 7,02; 

0,0226
Trinidad; 7,04; 

0,0165
Trinidad; 7,06; -

0,0014
Trinidad; 7,08; -

0,0261
Trinidad; 7,1; -

0,0412

Trinidad; 7,12; -
0,0397

Trinidad; 7,14; -
0,0433

Trinidad; 7,16; -
0,0552

Trinidad; 7,18; -
0,0479

Trinidad; 7,2; -
0,0198

Trinidad; 7,22; 
0,0089

Trinidad; 7,24; 
0,0229

Trinidad; 7,26; 
0,0271

Trinidad; 7,28; 
0,0334

Trinidad; 7,3; 0,0478Trinidad; 7,32; 0,057Trinidad; 7,34; 
0,0458

Trinidad; 7,36; 
0,0115

Trinidad; 7,38; -
0,0266

Trinidad; 7,4; -
0,0431

Trinidad; 7,42; -
0,0452

Trinidad; 7,44; -
0,0537

Trinidad; 7,46; -
0,0594

Trinidad; 7,48; -
0,0446

Trinidad; 7,5; -
0,0201

Trinidad; 7,52; 
0,0071

Trinidad; 7,54; 
0,0207

Trinidad; 7,56; 
0,0403

Trinidad; 7,58; 
0,0742

Trinidad; 7,6; 0,099
Trinidad; 7,62; 

0,0984
Trinidad; 7,64; 

0,0696
Trinidad; 7,66; 

0,0526
Trinidad; 7,68; 

0,0465Trinidad; 7,7; 0,0119Trinidad; 7,72; -
0,0414

Trinidad; 7,74; -
0,0817

Trinidad; 7,76; -
0,0874

Trinidad; 7,78; -
0,0561

Trinidad; 7,8; -
0,0322

Trinidad; 7,82; -
0,0316

Trinidad; 7,84; -
0,0347

Trinidad; 7,86; -
0,0226

Trinidad; 7,88; 
0,0079

Trinidad; 7,9; 0,0254Trinidad; 7,92; 
0,0066

Trinidad; 7,94; -
0,0149

Trinidad; 7,96; -
0,008

Trinidad; 7,98; 
0,0144

Trinidad; 8; 0,0188
Trinidad; 8,02; 

0,0436
Trinidad; 8,04; 0,072Trinidad; 8,06; 

0,0576
Trinidad; 8,08; 

0,0196Trinidad; 8,1; 0,0042
Trinidad; 8,12; 

0,0123

Trinidad; 8,14; 
0,0235

Trinidad; 8,16; 
0,0089

Trinidad; 8,18; -
0,0248

Trinidad; 8,2; -
0,0546

Trinidad; 8,22; -
0,0496

Trinidad; 8,24; -
0,0237

Trinidad; 8,26; -
0,0114

Trinidad; 8,28; -
0,0198

Trinidad; 8,3; -
0,0551

Trinidad; 8,32; -
0,0421

Trinidad; 8,34; 
0,0098

Trinidad; 8,36; 
0,0354

Trinidad; 8,38; 
0,0469

Trinidad; 8,4; 0,0464Trinidad; 8,42; 0,054
Trinidad; 8,44; 

0,0797
Trinidad; 8,46; 0,079Trinidad; 8,48; 

0,0446Trinidad; 8,5; -
0,0274Trinidad; 8,52; -
0,1098

Trinidad; 8,54; -
0,1524

Trinidad; 8,56; -
0,1547

Trinidad; 8,58; -
0,1358

Trinidad; 8,6; -
0,1248

Trinidad; 8,62; -
0,0557

Trinidad; 8,64; 
0,0933

Trinidad; 8,66; 
0,1936

Trinidad; 8,68; 
0,1464Trinidad; 8,7; 0,1156

Trinidad; 8,72; 0,066Trinidad; 8,74; 
0,0534

Trinidad; 8,76; 
0,0327Trinidad; 8,78; -
0,0191Trinidad; 8,8; -0,047

Trinidad; 8,82; -
0,0459

Trinidad; 8,84; -
0,0362

Trinidad; 8,86; -
0,035

Trinidad; 8,88; -
0,0196

Trinidad; 8,9; -
0,0028

Trinidad; 8,92; 
0,0001

Trinidad; 8,94; -
0,0362

Trinidad; 8,96; -
0,057

Trinidad; 8,98; -
0,0117

Trinidad; 9; 0,0205Trinidad; 9,02; -
0,0333

Trinidad; 9,04; -
0,0668

Trinidad; 9,06; -
0,0247

Trinidad; 9,08; 
0,0433Trinidad; 9,1; 0,0332Trinidad; 9,12; 
0,0006

Trinidad; 9,14; 
0,0398

Trinidad; 9,16; 
0,0385Trinidad; 9,18; 0,025Trinidad; 9,2; -
0,0021

Trinidad; 9,22; -
0,0191

Trinidad; 9,24; 0,005
Trinidad; 9,26; 

0,0319Trinidad; 9,28; 0,01Trinidad; 9,3; -
0,0212

Trinidad; 9,32; -
0,0112

Trinidad; 9,34; 
0,0172

Trinidad; 9,36; 
0,0317

Trinidad; 9,38; 
0,0178

Trinidad; 9,4; -
0,0208

Trinidad; 9,42; -
0,0415

Trinidad; 9,44; -
0,0242

Trinidad; 9,46; -
0,0184

Trinidad; 9,48; -
0,0465

Trinidad; 9,5; -
0,0686

Trinidad; 9,52; -
0,0414

Trinidad; 9,54; 
0,0078

Trinidad; 9,56; 
0,0209

Trinidad; 9,58; 
0,0215

Trinidad; 9,6; 0,0279
Trinidad; 9,62; 

0,0331
Trinidad; 9,64; 

0,0264
Trinidad; 9,66; 

0,0164
Trinidad; 9,68; -

0,0038
Trinidad; 9,7; -

0,0179
Trinidad; 9,72; -

0,0185
Trinidad; 9,74; -

0,0176

Trinidad; 9,76; -
0,0013

Trinidad; 9,78; 
0,0158

Trinidad; 9,8; 0,0121Trinidad; 9,82; 
0,0016

Trinidad; 9,84; -
0,0036

Trinidad; 9,86; 
0,0109

Trinidad; 9,88; 
0,0278Trinidad; 9,9; 0,007Trinidad; 9,92; -
0,0197

Trinidad; 9,94; -
0,0198

Trinidad; 9,96; 
0,0086

Trinidad; 9,98; 
0,0317Trinidad; 10; 0,0098Trinidad; 10,02; -

0,0306

Trinidad; 10,04; -
0,0225

Trinidad; 10,06; 
0,0196

Trinidad; 10,08; 
0,0464

Trinidad; 10,1; 
0,0287

Trinidad; 10,12; 
0,0202

Trinidad; 10,14; 
0,0311

Trinidad; 10,16; 
0,0358

Trinidad; 10,18; 
0,022

Trinidad; 10,2; 
0,0028

Trinidad; 10,22; -
0,0166

Trinidad; 10,24; -
0,0431

Trinidad; 10,26; -
0,0688

Trinidad; 10,28; -
0,065

Trinidad; 10,3; -
0,0518

Trinidad; 10,32; -
0,0427

Trinidad; 10,34; -
0,0092

Trinidad; 10,36; 
0,0104

Trinidad; 10,38; 
0,0163

Trinidad; 10,4; 0,019
Trinidad; 10,42; 

0,0279

Trinidad; 10,44; 
0,0331

Trinidad; 10,46; 
0,0304

Trinidad; 10,48; 
0,0035

Trinidad; 10,5; 
0,0012

Trinidad; 10,52; 
0,0057

Trinidad; 10,54; -
0,007

Trinidad; 10,56; 
0,0073

Trinidad; 10,58; 
0,0191

Trinidad; 10,6; 0,027
Trinidad; 10,62; 

0,033

Trinidad; 10,64; 
0,0365

Trinidad; 10,66; 
0,0186

Trinidad; 10,68; -
0,0012

Trinidad; 10,7; -
0,0146

Trinidad; 10,72; -
0,0181

Trinidad; 10,74; -
0,0351

Trinidad; 10,76; -
0,0329

Trinidad; 10,78; -
0,0234

Trinidad; 10,8; -
0,0359

Trinidad; 10,82; -
0,03

Trinidad; 10,84; 
0,0023

Trinidad; 10,86; 
0,0112

Trinidad; 10,88; 
0,016

Trinidad; 10,9; 0,015Trinidad; 10,92; -
0,0048

Trinidad; 10,94; -
0,0361

Trinidad; 10,96; -
0,0472

Trinidad; 10,98; -
0,0315

Trinidad; 11; 0,001
Trinidad; 11,02; 

0,0361
Trinidad; 11,04; 

0,027
Trinidad; 11,06; 

0,0054
Trinidad; 11,08; -

0,0013

Trinidad; 11,1; 
0,0021

Trinidad; 11,12; 
0,0139

Trinidad; 11,14; 
0,0147

Trinidad; 11,16; -
0,0025

Trinidad; 11,18; -
0,0149

Trinidad; 11,2; -
0,0217

Trinidad; 11,22; -
0,0031

Trinidad; 11,24; 
0,0206

Trinidad; 11,26; 
0,0243

Trinidad; 11,28; 
0,025

Trinidad; 11,3; 0,027
Trinidad; 11,32; 

0,0247

Trinidad; 11,34; 
0,0289

Trinidad; 11,36; 
0,0175

Trinidad; 11,38; -
0,0129

Trinidad; 11,4; -
0,028

Trinidad; 11,42; -
0,012

Trinidad; 11,44; -
0,0061

Trinidad; 11,46; -
0,0121

Trinidad; 11,48; -
0,0222

Trinidad; 11,5; -
0,024

Trinidad; 11,52; -
0,0137

Trinidad; 11,54; -
0,0165

Trinidad; 11,56; -
0,0078

Trinidad; 11,58; 
0,0061

Trinidad; 11,6; 
0,0099

Trinidad; 11,62; 
0,0074

Trinidad; 11,64; 
0,0057

Trinidad; 11,66; -
0,0026

Trinidad; 11,68; -
0,0062

Trinidad; 11,7; -
0,0045

Trinidad; 11,72; 
0,0048

Trinidad; 11,74; 
0,0039

Trinidad; 11,76; -
0,004

Trinidad; 11,78; -
0,0008

Trinidad; 11,8; 
0,0037

Trinidad; 11,82; 
0,0132

Trinidad; 11,84; 
0,0066

Trinidad; 11,86; -
0,0079

Trinidad; 11,88; -
0,0012

Trinidad; 11,9; 
0,0271

Trinidad; 11,92; 
0,0394

Trinidad; 11,94; 
0,0381

Trinidad; 11,96; 
0,0165

Trinidad; 11,98; 
0,0042

Trinidad; 12; 0,0196Trinidad; 12,02; 
0,0112

Trinidad; 12,04; -
0,0119

Trinidad; 12,06; -
0,0317

Trinidad; 12,08; -
0,0399

Trinidad; 12,1; -
0,0388

Trinidad; 12,12; -
0,0373

Trinidad; 12,14; -
0,0371

Trinidad; 12,16; -
0,0319

Trinidad; 12,18; -
0,0108

Trinidad; 12,2; 
0,0101

Trinidad; 12,22; 
0,0167

Trinidad; 12,24; 
0,0197

Trinidad; 12,26; 
0,0316

Trinidad; 12,28; 
0,0362

Trinidad; 12,3; 
0,0249

Trinidad; 12,32; 
0,0028

Trinidad; 12,34; -
0,0181

Trinidad; 12,36; -
0,0259

Trinidad; 12,38; -
0,0276

Trinidad; 12,4; -
0,0345

Trinidad; 12,42; -
0,0363

Trinidad; 12,44; -
0,0328

Trinidad; 12,46; -
0,0106

Trinidad; 12,48; 
0,0091

Trinidad; 12,5; 0,013
Trinidad; 12,52; 

0,0258

Trinidad; 12,54; 
0,0377

Trinidad; 12,56; 
0,0425

Trinidad; 12,58; 
0,0386

Trinidad; 12,6; 0,032
Trinidad; 12,62; 

0,0292

Trinidad; 12,64; 
0,032

Trinidad; 12,66; 
0,0134

Trinidad; 12,68; -
0,0031

Trinidad; 12,7; -
0,0101

Trinidad; 12,72; -
0,0034

Trinidad; 12,74; 
0,0064

Trinidad; 12,76; 
0,0055

Trinidad; 12,78; 
0,0006

Trinidad; 12,8; -
0,007

Trinidad; 12,82; -
0,0144

Trinidad; 12,84; -
0,0213

Trinidad; 12,86; -
0,0214

Trinidad; 12,88; -
0,0205

Trinidad; 12,9; -
0,0309

Trinidad; 12,92; -
0,0324

Trinidad; 12,94; -
0,0348

Trinidad; 12,96; -
0,0362

Trinidad; 12,98; -
0,0225

Trinidad; 13; 0,001
Trinidad; 13,02; 

0,0123

Trinidad; 13,04; 
0,0189

Trinidad; 13,06; 
0,0295

Trinidad; 13,08; 
0,0405

Trinidad; 13,1; 
0,0494

Trinidad; 13,12; 
0,0393

Trinidad; 13,14; 
0,0154

Trinidad; 13,16; 
0,0019

Trinidad; 13,18; 
0,0055

Trinidad; 13,2; -
0,0001

Trinidad; 13,22; -
0,0226

Trinidad; 13,24; -
0,0364

Trinidad; 13,26; -
0,0312

Trinidad; 13,28; -
0,0235

Trinidad; 13,3; -
0,0208

Trinidad; 13,32; -
0,0219

Trinidad; 13,34; -
0,0117

Trinidad; 13,36; 
0,0032

Trinidad; 13,38; 
0,0117

Trinidad; 13,4; 
0,0134

Trinidad; 13,42; 
0,0195

Trinidad; 13,44; 
0,0265

Trinidad; 13,46; 
0,0265

Trinidad; 13,48; 
0,0202

Trinidad; 13,5; 
0,0115

Trinidad; 13,52; 
0,0023

Trinidad; 13,54; -
0,0047

Trinidad; 13,56; -
0,012

Trinidad; 13,58; -
0,0191

Trinidad; 13,6; -
0,0278

Trinidad; 13,62; -
0,0313

Trinidad; 13,64; -
0,0255

Trinidad; 13,66; -
0,0157

Trinidad; 13,68; -
0,0033

Trinidad; 13,7; 
0,0115

Trinidad; 13,72; 
0,0316

Trinidad; 13,74; 
0,0443

Trinidad; 13,76; 
0,0486

Trinidad; 13,78; 
0,0391

Trinidad; 13,8; 
0,0271

Trinidad; 13,82; 
0,018

Trinidad; 13,84; 
0,0088Trinidad; 13,86; 0

Trinidad; 13,88; -
0,0063

Trinidad; 13,9; -
0,0076

Trinidad; 13,92; -
0,013

Trinidad; 13,94; -
0,02

Trinidad; 13,96; -
0,0223

Trinidad; 13,98; -
0,0187

Trinidad; 14; -0,0135
Trinidad; 14,02; -

0,0147
Trinidad; 14,04; -

0,0207

Trinidad; 14,06; -
0,0143

Trinidad; 14,08; -
0,0067

Trinidad; 14,1; -
0,0085

Trinidad; 14,12; -
0,0104

Trinidad; 14,14; -
0,0036

Trinidad; 14,16; 
0,0065

Trinidad; 14,18; 
0,0063

Trinidad; 14,2; 
0,0003

Trinidad; 14,22; -
0,0053

Trinidad; 14,24; -
0,0027

Trinidad; 14,26; 
0,0069

Trinidad; 14,28; 
0,0122

Trinidad; 14,3; 
0,0053

Trinidad; 14,32; 
0,0029

Trinidad; 14,34; 
0,007

Trinidad; 14,36; 
0,0106

Trinidad; 14,38; 
0,0065

Trinidad; 14,4; 0,003Trinidad; 14,42; -
0,0049

Trinidad; 14,44; -
0,0094

Trinidad; 14,46; -
0,0146

Trinidad; 14,48; -
0,0171

Trinidad; 14,5; -
0,0132

Trinidad; 14,52; -
0,0081

Trinidad; 14,54; -
0,0055

Trinidad; 14,56; -
0,0035

Trinidad; 14,58; -
0,0039

Trinidad; 14,6; -
0,0002

Trinidad; 14,62; 
0,005

Trinidad; 14,64; 
0,0028

Trinidad; 14,66; -
0,0015

Trinidad; 14,68; -
0,0016

Trinidad; 14,7; -
0,0007

Trinidad; 14,72; -
0,0045

Trinidad; 14,74; -
0,0024

Trinidad; 14,76; -
0,007

Trinidad; 14,78; -
0,0186

Trinidad; 14,8; -
0,0212

Trinidad; 14,82; -
0,0144

Trinidad; 14,84; -
0,0101

Trinidad; 14,86; -
0,0031

Trinidad; 14,88; 
0,0087

Trinidad; 14,9; 
0,0225

Trinidad; 14,92; 
0,0275

Trinidad; 14,94; 
0,0322

Trinidad; 14,96; 
0,0291

Trinidad; 14,98; 
0,0229

Trinidad; 15; 0,0179
Trinidad; 15,02; 

0,0159
Trinidad; 15,04; 

0,005
Trinidad; 15,06; -

0,0069
Trinidad; 15,08; -

0,0131
Trinidad; 15,1; -

0,014
Trinidad; 15,12; -

0,0177
Trinidad; 15,14; -

0,0164

Trinidad; 15,16; -
0,0055

Trinidad; 15,18; 
0,011

Trinidad; 15,2; 
0,0279

Trinidad; 15,22; 
0,0326

Trinidad; 15,24; 
0,0263

Trinidad; 15,26; 
0,0252

Trinidad; 15,28; 
0,0284

Trinidad; 15,3; 
0,0242

Trinidad; 15,32; 
0,0089

Trinidad; 15,34; -
0,0085

Trinidad; 15,36; -
0,0109

Trinidad; 15,38; -
0,0133

Trinidad; 15,4; -
0,0228

Trinidad; 15,42; -
0,0272

Trinidad; 15,44; -
0,0259

Trinidad; 15,46; -
0,021

Trinidad; 15,48; -
0,0164

Trinidad; 15,5; -
0,0192

Trinidad; 15,52; -
0,0238

Trinidad; 15,54; -
0,0241

Trinidad; 15,56; -
0,0187

Trinidad; 15,58; -
0,0123

Trinidad; 15,6; -
0,0085

Trinidad; 15,62; -
0,0027

Trinidad; 15,64; -
0,0003

Trinidad; 15,66; -
0,0017

Trinidad; 15,68; 
0,0022

Trinidad; 15,7; 
0,0088

Trinidad; 15,72; 
0,013

Trinidad; 15,74; 
0,0138

Trinidad; 15,76; 
0,0133

Trinidad; 15,78; 
0,012

Trinidad; 15,8; 
0,0125

Trinidad; 15,82; 
0,0116

Trinidad; 15,84; 
0,008

Trinidad; 15,86; 
0,0016

Trinidad; 15,88; -
0,0031

Trinidad; 15,9; -
0,003

Trinidad; 15,92; -
0,0008

Trinidad; 15,94; -
0,0004

Trinidad; 15,96; -
0,0051

Trinidad; 15,98; -
0,0082

Trinidad; 16; -0,0012
Trinidad; 16,02; 

0,0056
Trinidad; 16,04; 

0,0039
Trinidad; 16,06; 0
Trinidad; 16,08; -

0,0044
Trinidad; 16,1; -

0,0074
Trinidad; 16,12; -

0,0087
Trinidad; 16,14; -

0,0078

Trinidad; 16,16; -
0,0062

Trinidad; 16,18; -
0,0025

Trinidad; 16,2; 
0,0034

Trinidad; 16,22; 
0,0064

Trinidad; 16,24; 
0,0094

Trinidad; 16,26; 
0,0112

Trinidad; 16,28; 
0,0116

Trinidad; 16,3; 
0,0099

Trinidad; 16,32; 
0,0083

Trinidad; 16,34; 
0,0025

Trinidad; 16,36; -
0,0066

Trinidad; 16,38; -
0,0077

Trinidad; 16,4; -
0,0076

Trinidad; 16,42; -
0,0075

Trinidad; 16,44; -
0,0062

Trinidad; 16,46; -
0,0009

Trinidad; 16,48; -
0,0002

Trinidad; 16,5; -
0,0065

Trinidad; 16,52; -
0,002

Trinidad; 16,54; 
0,0068

Trinidad; 16,56; 
0,0177

Trinidad; 16,58; 
0,0228

Trinidad; 16,6; 
0,0195

Trinidad; 16,62; 
0,0161

Trinidad; 16,64; 
0,008

Trinidad; 16,66; -
0,0006

Trinidad; 16,68; -
0,0044

Trinidad; 16,7; -
0,0097

Trinidad; 16,72; -
0,0131

Trinidad; 16,74; -
0,0167

Trinidad; 16,76; -
0,0164

Trinidad; 16,78; -
0,0099

Trinidad; 16,8; -
0,0013

Trinidad; 16,82; 
0,0027

Trinidad; 16,84; 
0,0052

Trinidad; 16,86; 
0,0097

Trinidad; 16,88; 
0,0137

Trinidad; 16,9; 
0,0146

Trinidad; 16,92; 
0,0118

Trinidad; 16,94; 
0,0061

Trinidad; 16,96; -
0,0006

Trinidad; 16,98; -
0,0077

Trinidad; 17; -0,0122
Trinidad; 17,02; -

0,0147
Trinidad; 17,04; -

0,0148

Trinidad; 17,06; -
0,0115

Trinidad; 17,08; -
0,0073

Trinidad; 17,1; -
0,0008

Trinidad; 17,12; 
0,0065

Trinidad; 17,14; 
0,0122

Trinidad; 17,16; 
0,0126

Trinidad; 17,18; 
0,0101

Trinidad; 17,2; 
0,0038

Trinidad; 17,22; -
0,0041

Trinidad; 17,24; -
0,0079

Trinidad; 17,26; -
0,0042

Trinidad; 17,28; 
0,0022

Trinidad; 17,3; 
0,0038

Trinidad; 17,32; 
0,0046

Trinidad; 17,34; 
0,0046

Trinidad; 17,36; 
0,0032

Trinidad; 17,38; 
0,0063

Trinidad; 17,4; 
0,0049

Trinidad; 17,42; 
0,0011

Trinidad; 17,44; -
0,0059

Trinidad; 17,46; -
0,0099

Trinidad; 17,48; -
0,0063

Trinidad; 17,5; -
0,0021

Trinidad; 17,52; -
0,0002

Trinidad; 17,54; -
0,0026

Trinidad; 17,56; -
0,0028

Trinidad; 17,58; -
0,0048

Trinidad; 17,6; -
0,006

Trinidad; 17,62; -
0,0061

Trinidad; 17,64; -
0,0067

Trinidad; 17,66; -
0,0063

Trinidad; 17,68; -
0,0057

Trinidad; 17,7; -
0,0036

Trinidad; 17,72; 0
Trinidad; 17,74; -

0,0034
Trinidad; 17,76; -

0,0068
Trinidad; 17,78; -

0,007

Trinidad; 17,8; -
0,0039

Trinidad; 17,82; 
0,0046

Trinidad; 17,84; 
0,0109

Trinidad; 17,86; 
0,0136

Trinidad; 17,88; 
0,0162

Trinidad; 17,9; 
0,0165

Trinidad; 17,92; 
0,0148

Trinidad; 17,94; 
0,0118

Trinidad; 17,96; 
0,0089

Trinidad; 17,98; 
0,0044

Trinidad; 18; -0,003
Trinidad; 18,02; -

0,009
Trinidad; 18,04; -

0,0123
Trinidad; 18,06; -

0,0149
Trinidad; 18,08; -

0,0137

Trinidad; 18,1; -
0,0084

Trinidad; 18,12; -
0,0029

Trinidad; 18,14; -
0,0007

Trinidad; 18,16; 
0,0003

Trinidad; 18,18; 
0,0016

Trinidad; 18,2; 
0,0018

Trinidad; 18,22; 
0,0027

Trinidad; 18,24; 
0,0038

Trinidad; 18,26; 
0,0038

Trinidad; 18,28; 
0,0012

Trinidad; 18,3; 
0,0009

Trinidad; 18,32; -
0,0007

Trinidad; 18,34; -
0,0018

Trinidad; 18,36; -
0,0033

Trinidad; 18,38; -
0,0068

Trinidad; 18,4; -
0,0089

Trinidad; 18,42; -
0,0077

Trinidad; 18,44; -
0,0047

Trinidad; 18,46; -
0,0013

Trinidad; 18,48; 
0,0029

Trinidad; 18,5; 
0,0057

Trinidad; 18,52; 
0,0036

Trinidad; 18,54; 
0,0027

Trinidad; 18,56; 
0,0023

Trinidad; 18,58; 
0,002

Trinidad; 18,6; 
0,0012

Trinidad; 18,62; -
0,001

Trinidad; 18,64; -
0,0046

Trinidad; 18,66; -
0,0087

Trinidad; 18,68; -
0,0102

Trinidad; 18,7; -
0,0106

Trinidad; 18,72; -
0,0088

Trinidad; 18,74; -
0,0052

Trinidad; 18,76; -
0,0001

Trinidad; 18,78; 
0,0013

Trinidad; 18,8; 
0,0013

Trinidad; 18,82; 
0,0045

Trinidad; 18,84; 
0,0035

Trinidad; 18,86; 
0,0035

Trinidad; 18,88; 
0,0039

Trinidad; 18,9; 
0,0065

Trinidad; 18,92; 
0,0098

Trinidad; 18,94; 
0,0106

Trinidad; 18,96; 0,01
Trinidad; 18,98; 

0,0094
Trinidad; 19; 0,009
Trinidad; 19,02; 

0,0079
Trinidad; 19,04; 

0,0053
Trinidad; 19,06; 

0,0035
Trinidad; 19,08; -

0,0013
Trinidad; 19,1; -

0,0036
Trinidad; 19,12; -

0,0053
Trinidad; 19,14; -

0,0048
Trinidad; 19,16; -

0,0039

Trinidad; 19,18; -
0,0021

Trinidad; 19,2; 0
Trinidad; 19,22; 

0,0017
Trinidad; 19,24; 

0,0028
Trinidad; 19,26; 

0,0027
Trinidad; 19,28; 

0,0039
Trinidad; 19,3; 

0,0044
Trinidad; 19,32; 

0,0045
Trinidad; 19,34; 

0,0035
Trinidad; 19,36; 

0,0024
Trinidad; 19,38; 

0,0022
Trinidad; 19,4; 

0,0018
Trinidad; 19,42; -

0,0012
Trinidad; 19,44; -

0,004
Trinidad; 19,46; -

0,0061
Trinidad; 19,48; -

0,0048

Trinidad; 19,5; 
0,0009

Trinidad; 19,52; 
0,006

Trinidad; 19,54; 
0,0067

Trinidad; 19,56; 
0,0055

Trinidad; 19,58; 
0,0048

Trinidad; 19,6; 
0,0022

Trinidad; 19,62; 
0,0021

Trinidad; 19,64; 
0,0033

Trinidad; 19,66; 
0,0031

Trinidad; 19,68; -
0,0015

Trinidad; 19,7; -
0,007

Trinidad; 19,72; -
0,0116

Trinidad; 19,74; -
0,0137

Trinidad; 19,76; -
0,0141

Trinidad; 19,78; -
0,0131

Trinidad; 19,8; -
0,0117

Trinidad; 19,82; -
0,0082

Trinidad; 19,84; -
0,0061

Trinidad; 19,86; -
0,005

Trinidad; 19,88; -
0,003

Trinidad; 19,9; -
0,0004

Trinidad; 19,92; 
0,0012

Trinidad; 19,94; 
0,0029

Trinidad; 19,96; 
0,0044

Trinidad; 19,98; 
0,006

Trinidad; 20; 0,0072
Trinidad; 20,02; 

0,0058
Trinidad; 20,04; 

0,0026
Trinidad; 20,06; -

0,0005
Trinidad; 20,08; -

0,0037
Trinidad; 20,1; -

0,0055
Trinidad; 20,12; -

0,006
Trinidad; 20,14; -

0,0051

Trinidad; 20,16; -
0,0028

Trinidad; 20,18; 
0,0006

Trinidad; 20,2; 
0,0011

Trinidad; 20,22; 
0,0021

Trinidad; 20,24; 
0,0026

Trinidad; 20,26; 
0,0027

Trinidad; 20,28; 
0,0024

Trinidad; 20,3; 0,002
Trinidad; 20,32; 

0,0019
Trinidad; 20,34; 

0,0014
Trinidad; 20,36; 

0,0007
Trinidad; 20,38; 

0,0016
Trinidad; 20,4; 

0,0014
Trinidad; 20,42; 

0,0003
Trinidad; 20,44; -

0,0004
Trinidad; 20,46; -

0,0003
Trinidad; 20,48; 

0,0001
Trinidad; 20,5; 

0,0005
Trinidad; 20,52; 

0,0006
Trinidad; 20,54; 

0,0008
Trinidad; 20,56; 

0,0014
Trinidad; 20,58; 

0,0011
Trinidad; 20,6; 

0,0004
Trinidad; 20,62; -

0,0002
Trinidad; 20,64; -

0,0005
Trinidad; 20,66; -

0,0007
Trinidad; 20,68; -

0,0004
Trinidad; 20,7; 

0,0003
Trinidad; 20,72; 

0,0008
Trinidad; 20,74; 

0,0014
Trinidad; 20,76; 
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Figure 3 : The Algerian seismic hazard 

according to (RPA99/2003) in the term of 

peak ground acceleration (g) and the 

corresponding hazard zones. (19) 

 

Figure 4 : Constantine location on the world 

map [30]. 

 

Figure 5-a : Response spectra of the 

selected ground motions 

Figure 5-b : Accelerograms of the used records (time [second] versus acceleration [g]) 
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3- Case study: Civil protection building 

in Constantine (Algeria) 

3.1- Description of the strategic building 

The civil protection department building is 

composed of four (04) buildings separated by a 

movement joint not exceeding the 02 cm as 

schematized in figure 6. This structure was built 

in 2006. This building consists of a RC frame 

with masonry infill. The height of the floors is 

3.06m and is identical on all three floors. The 

total height of the building is 9.18m from the 

basement level 0.00. The building is founded on 

six (06) simple spread footings: S1 (1.20 x1.20) 

m, S2 (1.50*1.50) m, S3 (1.70*1.70) m, S4 / a 

spread footing under two columns (2.62*2.62) 

m, S5 (1.50*1.20) m and S6 which is a spread 

footing under two columns (2.62*2.44) m. The 

footings are chained together by stringers of 

(30x40) cm² section in both directions, and there 

are no shear walls. The surface of the building in 

the plan on the 1st level is 506m², on the 2nd 

level 518m², the 3rd level, and the roof has a 

surface of 361m², and it has 31.07m of total 

width and 31.27m of total length. 

Buildings A and C have a rectangular shape with 

an elevation irregularity, the two buildings have 

an inaccessible roof (see Fig. 6 -d). 

Building A is composed of a RC concrete frame 

with portals in both directions.  Two spans of 

5.5m and 4.2m in the transverse direction. In the 

longitudinal direction, the portals consist of five 

spans of (4.55, 3, 3.6, 5.1, 3.55) m.  The floors 

are made of hollow bodies of (16+5) thickness. 

They are supported by beams of (30x40) cm² in 

the longitudinal direction and (30x50) cm² in the 

transversal direction. The columns have the 

same dimensions (30x40) cm². The floors are 

tiled, the external walls and the internal 

partitions are made of breeze buildings. 

Building B has a circular form; it is a RC frame, 

with two spans of 5.5m and 4.2 m in the radial 

direction, having square columns (30x30) and 

circular columns of 30 cm diameter. The floors 

in a hollow body of (16+5) cm thickness are 

Figure 6 : Different layout of the building: a) the main façade, b) the frontal façade, c) elevation 

view, d) foundation plan, e) plan view (1st floor). 
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supported by beams of (30*40) in both 

directions. The floors with a solid slab of (12) cm 

thickness are supported by two types of beams, 

(30x40) cm. The floors are tiled, the external 

walls and the internal partitions are made of 

breeze buildings. 

Building C is composed of a RC frame with 

portals in both directions.  Two spans of 5.5m 

and 4.2m in the transverse direction, and in the 

longitudinal direction, the portals consist of five 

spans of (3.55, 5, 4, 4.3, 4) m. 

Building D consists of a RC frame with portals 

in both directions. 

The building D have a circular shape with a 

single span of 3.55m in both directions, the 

floors are solid slabs of (12) cm thick supported 

by beams (30x50). The floors are covered with 

tiles, the exterior wall is made of cinder building. 

3.2- Mechanical Characteristics of the 

materials 

The materials' mechanical characteristics of the 

four 04 buildings are mentioned in Tab.3. The 

steels used are mild steels FeE40 for the 

longitudinal and transverse reinforcements. The 

steel and the concrete used models are illustrated 

in Fig. 7 and Fig. 8 respectively. 

Table 3 : mechanical characteristics of 

materials. 

 

3.3- Structural analysis 

The fundamental periods also the nonlinear 

static analysis (pushover analysis) and nonlinear 

dynamic analysis (NLTHA) have been 

performed using a FEM software.   

The periods of the first mode of the four 

buildings are represented in Tab. 4. 

 

 

 

Table 4 : the vibration periods in both 

directions. 

Block Period T(sec) 

A 0.526 

B 0.544 

C 0.532 

D 0.434 

3.4- Vulnerability assessment according to 

the Algerian seismic code 

“RPA99/version 2003” 

The base shear force is calculated using the 

static equivalent force according to the Algerian 

seismic code, it is estimated using the following 

equation : 

𝑉 =
𝐴×𝐷×𝑄𝑎

𝑅
× 𝑊          (1) 

Where : 

 V: represents the base shear force. 

 A: is the acceleration coefficient of the 

studied zone.     

 D: is the dynamic amplification factor 

 Q: is the quality factor and it considers the 

irregularity of the building and the quality of 

construction and the used materials. 

 R: is the behavior factor. 

 W: is total weight of the building. 

The shear force is distributed on the height of the 

building, based on the story's height and its 

weight the distributed horizontal forces can be 

calculated using the following formula: 

𝑄𝑖 =
(𝑉−𝐹𝑡)×𝑊𝑖ℎ𝑖

∑ 𝑊𝑗ℎ𝑗
𝑛
𝑗=1

       (2) 

 Qi: represents the horizontal force of the 

ithstory. 

 V: is the total base shear force (see equation 

1).  

 𝐹𝑡: is the horizontal concentrated force in 

the top floor.     

 Wi: is the weight of the ithstory. 

 n : is number of floors. 

Tab.5 , Tab.6, Tab.7  and Tab.8 represent the 

calculated seismic lateral forces demand of each 

story and the stores’ capacity in x-x and y-y 

directions. The ratio between the seismic lateral 

load of the ith story and its capacity represents  

Concrete Steel 

Comp. strength:  f
c28 

= 20 MPa 

Tens. strength:   f
t28 

= 1.8 MPa 

Yield strain:        ε
e 
= 2 ‰ 

Ultimate strain:   ε
u 
= 3.5 ‰ 

Yield strength:   f
e 
= 400 MPa 

Yield strain:       ε
e 
= 2‰ 

Ultimate strain:  ε
u 
= 10 ‰ 
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X-X direction Y-Y direction 

Story Vi  
(KN) 

Qi  
(KN) 

Vi  
(KN) 

Qi  
(KN) 

Fs  
(X-X) 

Fs  
(y-y) 

3 349,44 379,96 457,33 383,68 0,91 1,19 

2 825,67 839,66 899,08 832,61 0,98 1,07 

1 1060,1 1086,24 1098,05 1066,19 0,97 1,02 

 
X-X direction Y-Y direction 

Story Vi  
(KN) 

Qi  
(KN) 

Vi  
(KN) 

Qi  
(KN) 

Fs  
(X-X) 

Fs  
(y-y) 

3 175,86 178,68 175,86 178,68 0,98 0,98 

2 321,05 314,45 321,05 314,45 1,02 1,02 

1 392,91 389,1 392,91 389,1 1,00 1,00 

 
X-X direction Y-Y direction 

Story Vi  
(KN) 

Qi  
(KN) 

Vi  
(KN) 

Qi  
(KN) 

Fs  
(X-X) 

Fs  
(y-y) 

3 193,38 408,42 141,86 412,49 0,47 0,34 

2 448,28 883,32 284,27 854,69 0,50 0,33 

1 573,28 1137,92 349,92 1082,8 0,50 0,32 

Figure 7 : Giuffré- Menegotto-Pinto 

Model with Isotropic Strain Hardening. 

[35] 
Figure 8 : Stress-strain behavior of the concrete 

material 

 

Table 5 : Shear capacity; shear demand and safety factors of block A in both directions. 

 

Table 6 : Shear capacity, shear demand, and safety factors of block B in both directions. 

 

Table 7 : Shear capacity; shear demand and safety factors of block C in both directions. 
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The safety factor FS, this factor should always be 

greater than or equal 1.15 (see equation 3). 

𝐹𝑠 =
𝑄𝑖

𝑉𝑖
≥ 1.15  (3) 

Where :    

 Qi  is  the shear force capacity of the ith 

story. 

 Vi  is the seismic shear force demand at ith  

story. 

3.5- Non linear  dynamique response analysis 

This part of the study allows the analysis of the 

structure to be pushed outside the linear elastic 

domain to simulate the real dynamic behavior of 

the structure, which is usually non-linear under 

important cyclic loads. 

The analysis is performed using the CSI ETABS, 

which involves selected earthquake records to 

test the capacity of structures and their responses 

when excited by given ground motion records. 

The displacement capacity of the different levels 

of each building will be compared with those 

requested for the selected records, which will 

allow knowing the dynamic behavior of the 

structure. 

The nonlinear time history analysis (NLTHA) 

was performed in both X-X and Y-Y directions, 

using "Trinidad, Imperial- Valley, and 

Constantine" ground motions (see Tab.1}). 

For the first level and the second level, the 

selected ground motions should be scaled to 

Amax=0.15g and Amax=0.25g respectively. 

The results are summarized in Tab.9, Tab.10, 

Tab.11, Tab.12, Tab.13 and Tab.14 . The 

response displacement should be compared to 

the maximum allowable story drift. 

To achieve the above different conditions, the 

buildings dynamic responses must be always 

lower than the calculated limits (i.e.: the 

minimum value between the calculated capacity 

value and the allowable value recommended by 

the IIZIS/CGS methodology). 

4- Fragility curves 

Damage assessment aims to determine the 

earthquake loss for a building or group of 

buildings by analyzing and evaluating 

sufficiently detailed the vulnerability (damage) 

characteristics of the building/building group 

under a given seismic event. 

To make a full vulnerability assessment, the 

fragility curves are needed to be constructed to 

give the probability of damages that can occur or 

happen during a specific seismic event. The 

Risk-UE (LM2) is a methodology that has been 

selected to do this analysis. 

The Risk-UE level 2 method is a displacement-

based method. It aims to estimate the probability 

of exceedance of a damage state for a given 

intensity measure (IM) using the fragility curves. 

After obtaining the pushover over curve in form 

of acceleration displacement response spectrum 

(ADRS).  [32] [33] 

 

four damage thresholds can be defined after 

idealizing the capacity curve (Lagomarsino and 

Cattari, 2013). The method uses four damage 

states : Minor, Moderate, Severe, and Collapse, 

Tab.15 illustrates the considered damage state 

and the mean value of each threshold.  

 
X-X direction Y-Y direction 

Story Vi  
(KN) 

Qi  
(KN) 

Vi  
(KN) 

Qi  
(KN) 

Fs  
(X-X) 

Fs  
(y-y) 

3 104,45 28,44 104,45 28,44 3,67 3,67 

2 101,29 45,37 101,29 45,37 2,23 2,23 

1 97,55 54,03 97,55 54,03 1,80 1,80 

Table 8 : Shear capacity; shear demand and safety factors of block D in both directions. 
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Fragility curve can be constructed using the 

following equation: 

𝑃[𝑑𝑠|𝑆𝑑] = Φ (
1

𝛽𝑑𝑠
. ln (

𝑆𝑑

𝑆𝑑,𝑑𝑠̅̅ ̅̅ ̅̅ ̅
)) (4) 

Where : 

 𝑃[𝑑𝑠|𝑆𝑑] : the probability of being in or 

exceeding a damage state given spectral 

displacement Sd. 

 ̄𝑆𝑑,𝑑𝑠 : the mean value of each damage 

state (see table XV). 

 𝛽𝑑𝑠 : standard deviation of the log 

normal distribution. 

 Φ : is the log normal distribution 

function. 

The capacity curves and the fragility curves of 

the four buildings (A,B,C and D) are illustrated 

in Fig.9, Fig.10, Fig.11, Fig.12, Fig.13 and 

Fig.14. The mean values and the standard 

deviations of the buildings for the four damage 

states (slight, moderate, extensive and collapse) 

are represented in Tab.16. 

5- Damage probabilities and damage 

factor 

The damage probability is the difference 

between two fragility curves for a give intensity 

measurement (IM), for that reason, performance 

points were calculated for the building in both 

directions. The damage probabilities of the four 

buildings are calculated in Tab.17. 

the repair cost can be estimated using the 

following equation (D’Ayala et al., 2015) : 

E (C > c| IM) = ∑ 𝐸(𝐶 > 𝑐|𝑑𝑠𝑖
𝑛
𝑖=0 ). 𝑃(𝑑𝑠𝑖|𝐼𝑀) (5) 

Where : 

 n  is the number of damage states 

considered (four damage states in our 

case). 

 𝑃(𝑑𝑠𝑖|𝐼𝑀) is the probability of a 

building sustaining damage state 𝑑𝑠𝑖. 
 ∑ 𝐸(𝐶 > 𝑐|𝑑𝑠𝑖

𝑛
𝑖=0 ) : is the 

complementary cumulative distribution 

of the cost given 𝑑𝑠𝑖, the damage 

factors are summarized in table XVIII. 

 E (C > c| IM) is the complimentary 

cumulative distribution of cost given a 

level of intensity IM (Sd). 

In this case, the repair cost for this building 

is equal to: 

 E (C > c| Sd) = ∑ 𝐸(𝐶 > 𝑐|𝑑𝑠𝑖
𝑛
𝑖=0 ). 𝑃(𝑑𝑠𝑖|Sd) 

                          = E (C >
 𝑐| 𝑆𝑙𝑖𝑔ℎ𝑡). 𝑃(Slight|Sd)+ 

E (C c| Moderate). 𝑃(Moderate|Sd)+ 

E (C c| Extensive). 𝑃(Extensive|Sd)+

E (C c| Complete). 𝑃(Complete|Sd) 

We consider that the buildings are subjected to 

IM (Sd) = [1.92, 1.96, 2.60, 2.82, 2.86, 2.40] 

(cm), then the resulting repair costs in term of 

damage factor are represented in Tab.18. 

6- Discussion of the results 

Based on the data presented in Tab.5, Tab.6, 

Tab.7, and Tab.8, it can be concluded that the 

shear capacity of buildings A, B, and C falls 

short of the demand specified by the RPA99 

version 2003 at all levels. Despite this, the shear 

strength exceeds the demand. As a result, the 

safety coefficient falls below the acceptable limit 

of 1.15. 

In the light of the results of the nonlinear 

dynamic response analysis which are 

represented in (Tab.9, Tab.10, Tab.11, Tab.11, 

Tab.12 and Tab.13, the displacement response of 

the building A, B and D are greater than the 

allowable inter-storey displacement. 

Furthermore, the joints between the different 

buildings are insufficient. This 

Insufficiency is especially aggravated when the 

buildings vibrate in an opposite phase. This 

problem cannot be solved, even by stiffening the 

buildings to reduce the displacements induced 

by the different excitation. These displacements 

will always remain greater than the thickness of 

the joints. 

According to the results obtained by calculating 

the repair cost in terms of damage factor, it can 

be concluded that buildings B and C have a 

repair cost that is 50% higher than that of 

buildings A and D. Furthermore, these two 

buildings do not meet the previously established 

acceptance criteria, including the safety factor 

and allowable inter-storey displacement. 
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story Δm(mm) ΔM(mm) Earthquake Δm (mm) ΔM (mm) 

3 [7,65-10,2] [20,4-24,48] Constantine 5,131 5,131 

2 [7,65-10,2] [20,4-24,48] Imperial- Val 3,642 3,642 

1 [7,65-10,2] [20,4-24,48] Trinidad 1,672 1,672 

 

 

 

 

 

 

 

 

story Δm(mm) ΔM(mm) Earthquake Δm (mm) ΔM (mm) 

3 [7,65-10,2] [20,4-24,48] Imperial- Val 27,1 45,2 

2 [7,65-10,2] [20,4-24,48] Constantine 4,9 8,3 

1 [7,65-10,2] [20,4-24,48] Trinidad 10,5 17,6 

story Δm(mm) ΔM(mm) Earthquake Δm (mm) ΔM (mm) 

3 [7,65-10,2] [20,4-24,48] Imperial- Val 31,52 52,54 

2 [7,65-10,2] [20,4-24,48] Constantine 5,76 9,601 

1 [7,65-10,2] [20,4-24,48] Trinidad 11,50 19,17 

story Δm(mm) ΔM(mm) Earthquake Δm (mm) ΔM (mm) 

3 [7,65-10,2] [20,4-24,48] Constantine 4,04 6,739 

2 [7,65-10,2] [20,4-24,48] Imperial- Val 21,88 36,47 

1 [7,65-10,2] [20,4-24,48] Trinidad 8,45 14,08 

story Δm(mm) ΔM(mm) Earthquake Δm (mm) ΔM (mm) 

3 [7,65-10,2] [20,4-24,48] Constantine 5,131 8,551 

2 [7,65-10,2] [20,4-24,48] Imperial- Val 22,197 36,99 

1 [7,65-10,2] [20,4-24,48] Trinidad 9,258 15,43 

Table 9 : Displacement demand and allowable inter-story displacement for building” A” (xx − 

direction) 

. 

 

 

Table 10 : Displacement demand and allowable inter-story displacement for building” A” (yy − 

direction) 

 

 

Table 11: Displacement demand and allowable inter-story displacement for building” B” (xx and 

yy − direction) 

 

 

Table 12 : displacement demand and allowable inter-story displacement for Building C (x-x). 

 

Table 13 : displacement demand and allowable inter-story displacement for Building C (y-y). 

. 
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story Δm(mm) ΔM(mm) Earthquake Δm (mm) ΔM (mm) 

3 [7,65-10,2] [20,4-24,48] Imperial- Val 26,636 42,81 

2 [7,65-10,2] [20,4-24,48] Constantine 4,313 7,186 

1 [7,65-10,2] [20,4-24,48] Trinidad 10,177 16,96 

 

 

 

 

 

 

 

 

 

 

Damage state label Damage state Thresholds Spectral displacement 

Slight S̅d1 0.7 D
y
 

Moderate S̅d2 Dy 

Extensive S̅d3 D
y 
+ 0.25(D

u
-D

y
) 

collapse S̅d4 Du 

Block Direction 
Slight  moderate extensive collapse 

S ̅d,1  βds S ̅d,2  βds S ̅d,3  βds S d̅,4  βds 

A 

XX 1,127 0,384 1,61 0,409 4,64 0,700 13,76 0,862 

YY  0,728 0,283 1,04 0,302 2,92 0,912 8,57 0,854 

B XX / YY 0,567 0,283 0,81 0,302 2,29 0,914 6,73 0,856 

C 
XX 0,777 0,283 1,11 0,302 3,37 0,939 10,24 0,877 

YY  0,574 0,283 0,82 0,302 
2,69 

0,955 8,31 0,895 

D XX / YY 1,316 0,310 1,88 0,192 2,325 0,193 3,66 0,360 

Block Direction 
Performance point 

(Sd) in cm 
Slight (%) moderate (%) extensive (%) collapse (%) 

A 

XX 1,92 34,47 35,52 4,42 0,46 

YY  1,96 12,50 64,52 20,36 1,91 

B XX / YY 2.60 2,56 66,36 27,35 3,70 

C 
XX 1.82 17,06 63,09 17,21 1,31 

YY  18.6 2,80 71,12 23,43 2,59 

D XX / YY 2.40 53,67 8,46 0,23 0,53 

Table 14 : displacement demand and allowable inter-story displacement for Building D (x-

x)/(y-y). 

 

Table 15 : Median value of spectral displacement. 

 

Table 16 : Mean and standard deviation values in (cm) 

Table 17 : Damage probability matrix 
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Table 18 : Damage factor values [34] 

 

 Referenc

e 

Damage state 

Slight Moderate Extensive Collapse 

Bal et al 

(2008) 
16% 33% 105% 104% 

Figure 9 : Capacity curve and fragility curves of the building “A" (x-x direction) 

Figure 10 : Capacity curve and fragility curves of the building “A" (y-y direction) 

Figure 11 : Capacity curve and fragility curves of the building “B" (x-x and y-y direction) 
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Figure 12: Capacity curve and fragility curves of the building “C" (x-x direction).  

Figure 13: Capacity curve and fragility curves of the building “C" (y-y direction). 

 

 

Figure 14: Capacity curve and fragility curves of the building “D" (x-x and y-y direction) 
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7- Conclusion 

In this study, the seismic vulnerability and 

fragility of an existing strategic reinforced 

concrete frame structure (civil protection 

department) were evaluated using the 

IZIIS/CGS methodology. The aim was to assess 

the structure's functionality and behaviour 

during and after an earthquake event. 

The analysis began with a static analysis to 

determine the capacity of buildings A, B, C, and 

D in both the x-x and y-y directions. The 

resulting safety factor was compared to the 

factor recommended by the Algerian seismic 

regulation (RPA 99 version 2003), and it was 

found that buildings A, B, and C did not meet 

this requirement. 

Next, a nonlinear dynamic analysis was 

conducted on these buildings in both directions 

to evaluate the displacement of each floor 

against the allowable inter-story displacement 

recommended by the methodology. It was 

found that the inter-story displacement of 

buildings A, B, and D was below the acceptable 

criterion. 

Finally, fragility curves were constructed, and 

damage probabilities were calculated. To better 

understand the estimated post-seismic damage, 

a damage factor was included in the 

methodology to provide authorities with an 

understanding of the financial implications of 

strengthening the structure. This factor 

represents the ratio of repair costs to the cost of 

a new building. Buildings A, B, and C had the 

highest repair costs relative to the cost of a new 

building, at 46%, 54%, and 51%, respectively. 

In conclusion, the Department of Civil 

Protection building does not meet the 

requirements for resistance and deformability 

recommended by the CGS/IIZIS methodology 

for the group of users it serves. Therefore, it is 

suggested that the building's function be 

changed from a strategic building to a standard 

structure in order to downgrade its 

classification. 
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